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PUBLIC UTILITIES CODE SECTIONS 956.5, 961, 963, AND CPUC DECISION 12-04-010 

California Senate Bill 705 was signed into law on October 7, 2011, and codified as California 
Public Utilities Code Sections 961 and 963. Section 961 requires that each gas corporation in 
California develop a plan for the safe and reliable operation of its gas pipeline facility and 
requires that the California Public Utilities Commission (Commission) accept, modify, or reject 
the plan by year-end 2012. Section 963, among other things, establishes that it is the policy of the 
state that the Commission and each gas corporation place safety of the public and gas corporation 
employees as the top priority. 

On April 19, 2012, the Commission approved Decision (D.)1?~ 4-010 which amended the scope 
of the Commission's Pipeline Safety Rulemaking (R.11-02#f4) to include complying with the 
requirements of Public Utilities Code Sections 961 and 	. The Commission directed each of 
the state's gas corporations to submit a proposed natuk4 gas system operator safety plan (Safety 
Plan), with documentation of the workforce commOW process described in the decision, by June 
29, 2012. ^~`'~~` 

In addition to PUC sections 961 and 963, t V. filities' Safety Plan addresses the requirements of 
Assembly Bill 56, chaptered on Octobeg-f 2611, which codified Public Utilities Code Section 
956.5. Section 956.5 requires operatq> kifteview, at least once each calendar year, emergency 
contingency plans with local fire 0 inents having jurisdiction over the area where intrastate 
transmission and distribution li_i 6,Isl located. 

2 PURPOSE 	 ~o• 

According to the Conin*skdii, "the rationale for developing a gas safety plan is to motivate a gas 
utility to reflect upon its existing methods and for it to change, to optimize, or to enhance the 
existing methods,... and lessons learned from the San Bruno incident, as appropriate, to ensure 
that the gas utility has a prudent plan in place to protect public safety and worker safety." The 
gas system operator safety plans are to convey the "Executive Officer's" safety performance 
expectations, policy principles, and goals/objectives for a gas utility's safety performance. 

SoCalGas has designed its Safety Plan to satisfy each of these directives, and to implement "the 
policy of the state that the commission and each gas corporation place safety of the public and gas 
corporation employees as the top priority." 

3 	SAFETY PLAN STRUCTURE 

This Safety Plan conveys the safety performance expectations of SoCalGas' Senior Management 
Team, and describes all of the safety plans, programs, policies, standards, and procedures that are 
designed to accomplish those expectations. In the hierarchy of SoCalGas documents that 
communicate its safety program, this Safety Plan is at the top. 

Copyright 02012-2015 southern California Gas Company. All rights reserved. 	 Page 2 of 4 

AC_BLD_0009795 

SoCalGas-144.0004 



Sadhm 
c.rtW& 
r" `°'*'"' 	 NATURAL GAS SYSTEM 

A rA~Sempra Energy uciiq 	OPERATOR SAFETY PLAN 

INTRODUCTION 	 SOCALGAS
: SAFETY- 

PLAN.1 

Public Utilities Code Sections 961 and 963 require that the gas system operator safety plans 
establish how the utility will achieve certain specified goals, and the Commission has organized 
these goals into five overall categories: (1) safety systems, (2) emergency response, (3) state and 
federal regulations, (4) continuing operations, and (5) emerging issues. This Safety Plan follows 
this organizational structure as outlined by the Commission and is divided into sections 
corresponding to these five categories, with each section representing a required Safety Plan 
element or other significant element or aspect of the Safety Plan. The requirements of Code 
Section 956.5 are addressed within the category of emergency response. 

SoCalGas has numerous existing safety programs, plans, and procedures in place that address 
specified infrastructure or areas of company activity. The intp, 'of this Safety Plan is not to 
duplicate these existing safety program components, but to 9f vide an overarching safety strategy 
that will encompass all the plans, programs, and policies d affirm SoCalGas' commitment to 
safety. 	 C•~\  

The Appendix to this Safety Plan provides a list' 	e safe ty  program components discussed 
in the Plan. 	

tp 

4 	PROGRAM REVIEW AND MODIFICA~~'  

Public Utilities Code Section 961.~`llshes that gas corporations shall periodically review and 
update their gas system operato~~ty plans. This Safety Plan shall be reviewed at an annual 
fiequency period not to ex c ,l3 rnths. The program owners must provide justification for 
any deviation from this rc~w~le,*~sF 3i dule. 
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INTRODUCTION 

In D.12-04-010, the Commission reiterated the requirements of California Public Utilities Code 
§961 (b)(4). This section requires that the safety plan achieve the following: 

§961(b)(4) "The commission shall require each gas corporation to periodically review and update 
the plan, and the commission shall review and accept, modify, or reject an updated plan at regular 
intervals thereafter. The commission, pursuant to Section 1701.1, shall determine whether a 
proceeding on a proposed update to a plan requires a hearing, consistent with subdivision (e)." 

Section 3.1 of D.12-04-010 also requires that this Safety Plan "convey the Executive Officer's 
safety performance expectations, policy principles, and goals/ob, jectives for the gas utility's safe 
performance."  

This Section provides the safety performance expectations, policy principles, and goals/objectives 
for safe performance established by SoCalGas Seniorzlanagement Team. 

,a 

2 	SENIOR MANAGEMENT COMMITMENT TO SATEV 

At SoCalGas, the safety of our customers~p~vees, and communities has been and will be our 
top priority. This tradition of safety slo re than 140 years, and is the foundation for 
company programs, policies, procecut~s~guidelines, and best practices. Managements safety 
expectations can best be described ~1  a following Commitment to Safety statement that every 
member of our Senior Manag1t eam wholeheartedly endorses: 

quthern i~ rWa Gas Company's longstanding commitment to 
safety foAIO on three primary areas — employee safety, 
customer safety and public safety. This safety focus is embedded 
in what we do and is the foundation for who we are —from initial 
employee training, to the installation, operation and 
maintenance of our utditr infrastructure, and to our 
commitment to provide safe and reliable service to our 
customers. 

— SoCalGas' Commitment to Safety 
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3 	POLICY PRINCIPLES AND PERFORMANCE EXPECTATIONS 

SoCalGas' safety-focused culture and supporting organizational structure allow the company to 
be proactive and accountable in the safe delivery of natural gas and supporting services. The 
company continuously strives for a work environment where employees at all levels can raise 
pipeline infrastructure, customer safety, and employee safety concerns and offer suggestions for 
improvement. SoCalGas' safety performance will be regularly monitored and evaluated in 
accordance with all state and federal regulations. Additional performance metrics shall be 
developed and evaluated, as appropriate, to foster a culture of continuous safety improvement. 
These performance metrics shall be reviewed and communicated in accordance with the 
schedules identified in the specific policy, program, plan or other document incorporated as part 
of the Safety Plan. 

In addition, SoCalGas shall monitor the U.S. Department 9. ' ransportation (DOT) Pipeline and 
Hazardous Materials Safety Administration (PHMSA) Vbsite for new regulations and advisory 
bulletins and act upon any applicable regulations anti, Iletins in a timely manner, and verify that 
changes in regulations are reflected in policies, staTA, . . procedures and employee training. 
As part of its ongoing effort to implement a PigeV afety Management System (PSMS), as 
defined by API 1173, SoCalGas regularly apiAso its safety culture and encourages two-way 
communication between employees and 	ment as a means of identifying and managing 
safety risks. In addition to the reporting<bf,Apeline and occupational safety incidents, 
management has created multiple ms Qrds for employees to report close calls/near misses. 

At SoCalGas safety is a core ~~o we provide all employees with the training necessary to 
safely perform their job res "l_Ai1)ities. We further reinforce this principle by including safety 
performance measures ip;`rxJpYIoyees' performance appraisals. 

Safety is a core value n( taff for our employees, but also for the contractors we use to 
supplement our workforce. SoCalGas, through its Contractor Safety Management activities, 
monitors the occupational and pipeline safety records of its contractors and utilizes only those 
contractors that meet the Company's high safety standards. Through these activities, contractors 
are kept current on all relevant operational, regulatory, and procedural changes affecting their 
work. Two-way communication between contractor and Company is also encouraged in order to 
receive feedback on contractor-identified safety issues and to review lessons learned from root 
cause analysis related to near miss events and incidents. 

4 	GOALS AND OBJECTIVES 

SoCalGas takes an integrated approach to pipeline integrity and safety, beginning with the design 
and construction of facilities and followed by continual evaluation and improvement of operation 
and maintenance activities, public communication and awareness, emergency response, safety 
programs and practices, the implementation of new technologies, defined procurement processes 
that facilitate materials traceability, and a workplace that encourages continual open and informal 
discussion of safety-related issues. 
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Our goal is to have continual process improvements throughout our pipeline system and 
operations, to meet state and federal safety regulations, and to stay abreast of industry best 
practices. 

5 	PROGRAM REVIEW AND MODIFICATIONS 

All components of this Safcty Plan must be reviewed and updated per their schcdulcd review 
period listed in the following table: 

Document Type Review Cycle 	,. 

Safety Plan Annually (not to e-,0,eed 15 months) 

Gas Standards At least eve 	years 

TINT  

O&M iasi annually .;P 

Control Room Managemt c' 

DHVIP 	
~
c~~`~r' At least every 5 years 

Form Instructs 	:' Every 5 years 

V  Enviro 	e / ~~ ` Every 2 years 
.a vac„ 

Information Bulletins At least annually 

If changes are needed, they shall be made as soon as practicable through the Request to Publish 
process, and not dcfcrncd until the next schcdulcd review. 
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This Safety Plan is Company policy. Each SoCalGas officer embraces and endorses the 
Company's commitment to safety and supports the Safety Plan. 

I, the Vice President — Gas Engineering and System Integrity, affirm that the Safety Plan, [as 
approved and implemented, continues to reflect the commitment of the Company]. 

Dated: October 6, 201.5 

SOUTHERN CALIFORNIA GAS COMPANY  

Cf 
m~ c* 

Bv: 	 is/ Dowlas M. Schneider 	: 
Douglas M. Schneider s  

Vice President — Gas Engineering & System.11~ty 

4 C 
a8 

e 
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CALIFORNIA PUBLIC UTILITIES CODE § 961 (e) 

In D.12-04-010, the Commission identified the topic of workforce participation in plan 
development to meet the requirements of California Public Utilities Code 961(e). This section 
requires that the safety plan achieve the following: 

• § 961(e) "Me Commission and gas corporation shall provide opportunities for 
meaningful, substantial, and ongoing participation by the gas corporation workforce in 
the development and implementation of the plan, with the objective of developing an 
industry wide culture of safety that will minimize accidents, explosions, fires, and 
dangerous conditions for the protection of the public 

`
t'the gas corporation workforce." 

2 	CPUC DIRECTIVES ON WORKFORCE PARTICIPATION` 
z` 

To comply with PUC 961(e) directives and General*or 112-F Subpart G Section 301, the 
Commission has explained that natural gas systelft,*rators need to take the following actions: 

1. The operator must make its safety^available to its workforce, and provide for 
comments and suggestions frorpviWworkforce, 

2. Gas system operators sh4 wh a log of the comments and suggestions, including the 
disposition of the comr'"'' & suggestion, with a summary of the rationale for the 
disposition; 	\ `'?.0 ;~:_. 

. 4> 

3. Gas system opgi=atfra11 also inform their employees that any employee who perceives 
a breach of sa W,*\- irements may inform the Commission of the breach, and that the 
Commission wilhkeep the identity of the employee confidential; and 

4. Each gas operator shall provide its workforce with the address of the Director of the 
Commission's Consumer Protection and Safety Division and the designation "Safety 
Breach Notification from Gas System Operator Employee—Confidentiality Requested" to 
seek confidential treatment. 

3 	EMPLOYEE SAFETY PLAN CONTRIBUTION PROCESS 

Employees play a critical role in SoCalGas' pipeline safety activities and have been an important 
part in developing this Safety Plan. Going forward, SoCalGas will continue to gather regular and 
substantial safety-related input from its employees. 

To promote a culture of trust and increase the likelihood of reporting known pipeline or 
occupational safety risks, the Company is committed to enabling its employees to participate in 
the continual improvement of this safety plan. The Natural Gas System Operator Safety Plan is 
posted on the Company intranet site for easy access by all employees. The intranet site includes a 
summary of the plan content, a link to the document, hotline phone number and address for direct 
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notification to the CPUC, and an electronic form for submitting pipeline and occupational safety 
risks and ideas for improvement. The purpose of the site is to provide employees a forum for 
reporting issues outside of the normal supervisor-reporting hierarchy. Employees can report 
anonymously if they desire. 

Periodic broadcasts are made via Company communication channels to remind employees of the 
site's availability and the importance of reporting known issues and improvement ideas. The 
importance of reporting pipeline and occupational safety risks is included in employee training 
course materials. 

The following outlines SoCalGas' process management for the gathering and analysis of future 
pipeline safety input:  

• Meetings with employees will be scheduled a§*ecessary to further examine and clarify 
any future input received and to make certaift :~t we are addressing issues or concerns 
related to our commitment to safety. 

• Employees can submit their sugge#66 via written notification, on-line, or by phone. 
The on-line input system provi~;e cop loyees with comprehensive input tracking from 
the employee who submitted titSnput to the appropriate process manager and back. This 
system provides the abiliWA4j Ive periodic updates to the employee as the investigation 
progresses. The input~r*" via is posted on the website along with the resolution to help 
communicate impr%Vel*h1Kor education to other employees. This system is being 
managed and mggitgdy a department head manager. 

• When input is M&O-W. it is promptly assigned to the responsible staff member for 
thorough investig̀ition and resolution. SoCalGas takes the receipt of input very seriously 
and acts with a sense of urgency in the investigation of all input received. 

• The target timeframe for initially reviewing and assigning a suggestion is as soon as 
possible and no longer than 5 business days. During investigations, employees arc often 
contacted for additional clarification and to determine the appropriate follow-up actions. 

• This follow-up may simply include discussions with the employee who submitted the 
input to explain how the company is currently meeting or exceeding the objective of their 
suggestion. The follow-up could also entail the re-training of field personnel or the 
revision of training materials, best practices and/or gas standards. 

• SoCalGas strives to determine disposition of all investigations as quickly as possible; 
however, the ultimate goal is to complete a thorough investigation which could mean that 
an issue will not find closure for several weeks as enhancements are planned and 
implemented. With that said, most suggestions will find closure in less than two weeks. 
The basis for accepting or rejecting a suggestion will be the extent to which the 
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suggestion improves the safety of the pipeline, and assists us in meeting all regulatory 
requirements and industry best practices while maintaining optimal operating efficiencies 
for our customers. 

• Employees will be periodically reminded and encouraged through various 
communication channels to submit their input through this process to ensure the company 
is capturing all ideas and suggestions related to pipeline safety. 

The Safety Plan is available to all employees, and is stored online, reviewed and updated 
periodically. 

4 	EXTERNAL STAKEHOLDER SAFETY PLAN CONTRIBUPr VN PROCESS 

To promote a culture of trust and increase the li 
occupational safety risks, the Company is come 
participate in the continual improvement of the 

Contact and communication with external g4'4,  old( 
officials) is managed via the Public Awenss Plan. 

of reporting known pipeline or 
;nabling its contractors and the public to 

(e.g., public, first responders, public 

The Contractor Safety Manageme,~ 
occupational and pipeline safe t i 
procedure.

~~`a?;~ 
k 	rQ' 

Pgram includes feedback from contractors regarding 
at SCG. Contractors are trained on the reporting policy and 
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SAFETY SYSTEMS AND CALIFORNIA PUBLIC UTILITIES CODE § 961 (d)(1) and (d)(2) 

In D-12-04-010, the Commission identified the topic of safety systems to meet the requirements 
in California Public Utilities Code 961 (d)(1) and (d)(2). These sections require that the safety 
plan achieve the following: 

• § 961(d)(1) Identify and minimize hazards and systemic risks in order to minimize 
accidents, explosions, fires, and dangerous conditions, and protect the public and gas 
corporation workforce. 

• § 961(d)(2) Identify the safety-related systems that w; ;%e deployed to minimize hazards, 
including adequate documentation of the commisslgA regulated gas pipeline facility 
history and capability. 	 ~ 

The following plans and programs are in place to ident y and minimize hazards and systemic 
risks in the pipeline infrastructure, and promote public safety and property protection. 

• Transmission Integrity Managem%ft Wogram 
• Distribution Integrity Manager nt, rograni 
• Operation and Maintenance,,R'1'a 

In addition, SoCa1Gas impleq 4 its Pipeline Safety Enhancement Plan (PSEP) to address 
requirements for transmissi_t~ ihruc 
112-E.

ture that are beyond current federal requirements and GO 
eYJ  

Each of these prog 	ect to continual improvement efforts and changes are made when 
warranted to further protect the public and SoCalGas workforce. 

Pipeline integrity risk evaluations are designed to improve pipeline safety performance and are 
conducted per the schedule listed in the TIMP and DIMP programs. Included in these risk 
assessments are lessons learned from internal and external gas pipeline incidents. Risk 
assessments are reviewed at least annually, and updated as warranted, using data and information 
gained from operations and maintenance, inspection and testing, integrity-related work, and 
incident investigations. Company-wide, risk to operations related to loss of experienced and 
knowledgeable employees is managed through resource allocation and may be supported by our 
Knowledge Management programs which work with local management to develop succession 
planning for critical job functions. 
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2 	TRANSMISSION INTEGRITY MANAGEMENT PROGRAM 

The Transmission Integrity Management Program (TIMP) is an ongoing program that was 
developed in accordance with the requirements of the Department of Transportation (DOT), 
Pipeline and Hazardous Materials Safety Administration (PHMSA), specifically Title 49 Code of 
Federal Regulations Part 192, Subpart O - Gas Transmission Pipeline Integrity Management. 

The TIMP written plan describes how SoCalGas complies with the requirements of CFR 192 
subpart O. The written plan outlines the approach to implementing the requirements of the Rule 
and the referenced industry standards, including ASME B31.8S and NACE SP0502-2008. The 
document includes a description of each required Program ele)p6t and identifies or references 
the procedures and processes for completing those requirern,

ii
~
,t~lts. The TIMP written plan has 

sixteen chapters that are the policy documents for compl~ipAce with the gas transmission pipeline 
integrity requirements.  

J ~7' 

DOT HCA (covered segments) risk evaluations£ 	signed to improve pipeline safety 
performance and are conducted per the schedue_~ilPtthe TIMP risk assessment requirements. 

The TIMP is designed to provide assesiellt 'and integrity improvements on transmission 
pipelines by outlining responsible pa ~s iit relines for each process element, incorporating 
lessons learned, and a best practiclodology. Processes are aimed at identifying threats 
through data gathering and rour `~sting, assessing materials integrity, and determining 
remediation, preventive and; 	n steps for those threats. 

As part of this prograi;lj iA nOi "' ion concerning the pipeline infrastructure, operating 
cnvironmcnt and perf6r#r4lR= history is integratcd into a broad cvaluation of the pipclinc and its 
environment. This inforriration is analyzed for each pipeline segment being assessed and specific 
integrity-related work plans are developed. 

SoCalGas employs the following pipeline integrity management activities to assess and evaluate 
pipelines in the system: in-line inspections, pressure testing, and direct assessment. Where ILI is 
one of the methods capable of assessing an identified threat, it is SoCalGas' preferred assessment 
method . These evaluations address the efficacy of the systems in place to maintain the safe 
operation of the transmission pipeline including corrosion control and damage prevention 
programs. 

The TIMP and the related and referenced procedures identify and prescribe activities to minimize 
transmission systemic risks and document its history and capability. 

The TIMP written plan is reviewed each calendar year as part of the continual improvement 
process, with modifications made as necessary 
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3 	DISTRIBUTION INTEGRITY MANAGEMENT PROGRAM 

The Distribution Integrity Management Program (DIMP) is an ongoing program that was 
developed in accordance with the requirements of the DOT and PHMSA, specifically Title 49 
Code of Federal Regulations Part 192, Subpart P — Distribution Pipeline Integrity Management. 
SoCalGas published its DIMP written plan in August 2011. The program's purpose is to improve 
pipeline safety by having operators identify and reduce pipeline integrity risks on distribution 
pipelines. 

SoCalGas' DIMP focuses on potential threats and measures designed to reduce the likelihood and 
consequences of pipeline failures. Specifically, it addresses sMtdm knowledge; threats; 
evaluation and ranking of risk; measures to address risks; pFl mance measurement; results 
monitoring; effectiveness evaluation; periodic evaluatior~tnd improvement; and results reporting. 
SoCalGas' written DIMP plan has nine chapters and r wires the integration of data from many 
sources for analysis and subsequent action based ugikjat analysis. 

The DIMP includes certain activities SoCalGa± £porms, and it requires the continual 
development of a more formal and structuo10'roach toward the company's traditional core 
regulatory pipeline integrity-related ob(} 	is. 

~f~ c 

The DIMP written plan and related 	referenced procedures identify and prescribe activities to 
minimize systemic and localized"ors to SoCalGas' distribution system and document relevant 
system information. 

SoCalGas' DIMP is r~tia v& a minimum every five calendar years as part of the periodic 
improvement process ;'w 4'hodifications being made whenever necessary. 

4 	OPERATION AND MAINTENANCE PLAN 

SoCalGas Operation and Maintenance (O&M) plan is a compendium of over 140 policies that 
meet the requirements 49 CFR 192.605 "Procedural manual for operations, maintenance, and 
emergencies." This O&M plan includes policies that address: 

• Operating, maintaining, and repairing the pipeline and components; 
• Controlling corrosion; 
• Availability of construction records, maps, and operating history; 
• Start up and shut down of the pipeline; 
• Maintenance and operation of compressor stations; 
• Review of procedures to determine effectiveness and adequacy; 
• Safety procedures for excavation; and 
• Control room management. 
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The O&M plan is reviewed annually to verify that the referenced documents containing policies 
and procedures remain in compliance with the requirements of the relevant sections of 49 CFR 
regulations. The policies and procedures referenced are updated throughout the year in response 
to new information or regulations, technology, or other items that drive improvement to the 
policy. 

Individual documents referenced by the O&M plan undergo full functional reviews at least every 
five years. Training programs are reviewed in the same timeframe as associated gas standards so 
employees are aware of and perform tasks according to the current requirements. To help 
employees remain knowledgeable of the critical policies and procedures, including those related 
to safety, SoCalGas provides annual review training for all opfting employees. 

The documents referenced by the O&M plan identify 
to minimize pipeline systemic risks and document its, 
code/regulation compliance, ensuring system safety 
potential for and consequences associated with Inti hi 
operator error.  

5 	PIPELINE SAFETY ENHANCEMENT P : 
=v c 

prescribe activities whose purpose it is 
,ry through meeting and documenting 
)erational excellence, minimizing the 
events such as equipment failure or 

SoCalGas submitted its Pipeline 
August of 2011 in response to. 
Commission's jurisdiction de bj 
transmission pipelines that hale 
required that gas co" tons :iu 
shutoff valves.. 

The PSEP's key elements include: 

e1y" 'Enhancement Plan (PSEP) with the Commission in 
~mmission's directive that all gas corporations subject to the 
ind implement a plan to replace or pressure test all 
been tested to modern standards. The Commission also 
le in their safety enhancement plans proposals for automating 

• A two-phased approach and prioritization process for the pressure testing or replacement of 
transmission pipeline segments that were not tested to modern standards. 

• Criteria for determining whether to pressure test or replace pipeline segments. 

• A proposal for enhancing SoCalGas' valve infrastructure. This proposal includes installing 
additional remote control and automated shutoff valves, and installing supporting equipment 
and system features on transmission pipelines. 

All testing, replacement, valve work and other infrastructure activities completed as part of the 
PSEP shall be completed in accordance with this Safety Plan. 

PSEP also offers proposals to enhance the pipeline system beyond measures required by the 
Commission through retrofitting pipelines with existing and emerging technologies to provide 
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advance warning of potential pipeline failure and decrease the time to identify, investigate, 
prevent, remedy or manage the effects of such an event, and it includes alternatives that can be 
adopted by the Commission that are designed to reduce costs for customers. 
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EMERGENCY RESPONSE AND CALIFORNIA PUBLIC UTILITIES CODE § 961 (d)(5), (d)(6) 
and (d)(8) 

In D.12-04-010, the Commission identified the topic of emergency response to meet the 
requirements of California Public Utilities Code 961 (d)(5), (d)(6) and (d)(8). These sections 
require that the Safety Plan achieve the following: 

• § 961(d)(5) Provide for appropriate and effective system controls, with respect to both 
equipment and personnel procedures, to limit the damage from accidents, explosions, 
fires, and dangerous conditions. 

• § 961(d)(6) Provide timely response to customer a . employee reports of leaks and other 
hazardous conditions and emergency events, in#' ing disconnection, reconnection, and 

	

pilot lighting procedures. 	 ~z~•~\ .a 

• § 961 (d)(8) Prepare for or minimized C `from and respond to, earthquakes and other 
major events. 

In response to the Safety Enforcement I?iVko6n inquiry into options to implement Public Utilities 
Code §956.5, SoCalGas has included,44~6 5 as a requirement of the Safety Plan: 

• § 956.5. Owners and 91n.4ors  of intrastate transmission and distribution lines, at least 
once each calendar*a>~~~s'l l meet with each local fire department having fire 
suppression respsi1iffixks in the area where those lines are located to discuss and 
review conting-4*05  s for emergencies involving the intrastate transmission and 
distribution line§;uhin the jurisdiction of the local fire department. 

SoCalGas has a number of programs, policies, standards and procedures in place so that the 
company and its employees are prepared to respond to emergencies. These activities are intended 
to limit damage from accidents and provide timely response to customer and employee reports of 
leaks, hazardous conditions, and emergency events such as earthquakes. 

2 	EMERGENCY RESPONSE PLAN 

The Gas Emergency Response Plan documents how SoCalGas complies with the emergency 
response requirements specified by the Public Utilities Code 961 (d)(5), (6) and (8), as well as the 
emergency response procedures required by 49 CFR Part 192.615. This plan covers the 
following emergency response elements: 

• SoCalGas' Emergency Response Organization, including positions and responsibilities of 
the Emergency Operations Center, Gas Emergency Centers, and Transmission Command 
Post; 

• Emergency preparedness; 
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Continuity planning; 
Mutual assistance; and 
Plan maintenance. 

The Plan incorporates by reference SoCalGas procedures and documents that collectively comply 
with the various requirements of 49 CFR Part 192.615 and components of API 1173 including: 

• The responsibility of customer contact centers, which receive customer reports of 
emergencies and leaks; 

• The responsibility of dispatch offices, which act as the, pentral point for receiving and 
recording information on reportable incidents, emerOfties, and natural disasters 
affecting the company, and which also process i1A#&al gas incident notifications; and 

• The Emergency Incident Reporting System ii!#to record reports of damage to 
SoCalGas pipelines or facilities and to log,ck, and notify field personnel and others 
within the company about emergency sitnti)Q~1~. 

• Establishing and maintaining liaison Wffi~,propriate fire departments 

This Emergency Response Plan is designer,0\~rovide for the safety of customers, employees and 
communities and the protection of pro.pktrWin the event of a major emergency related to gas 
pipeline operations.  

SoCalGas prepares and main5(~{itten plans and standards that address emergency or disaster 
situations, including earth;  ' 	onse. As part of these plans and standards, employees are 
trained and equipped to~1 's~tiutepromptly; direct their actions toward protecting people first and 
then property; main 	ice to customers where possible; and, restore the affected pipeline 
system and company op e ions to normal status following an emergency or disaster. 

These plans and standards may include written gas-handling plans, alternative gas handling plans 
and various considerations when performing gas handling/pressure control, including the 
operation of critical valves, control equipment and instrumentation. Employees are to adhere to 
these plans and standards when performing these duties and to take precautions to prevent 
outages, over pressurization, errors in mapping or planning and other safety concerns. Employees 
performing specified tasks must be trained on the policies and procedures to complete their duties 
safely. Business Resumption plans address continuity planning to ensure organizational stability 
in the event of a major business disruption so that critical functions can continue during and after 
a disaster with minimal disruption. 

Plans for coping with a major emergency include provisions for training; response and 
recovery; specific responsibility for on-call schedules and duties; inter-organizational 
assistance; coordination with, and notification of, governmental agencies; media contact; 
assignments to governmental emergency organizations; and activation of the company's 
regional Gas Emergency Centers. 
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SoCalGas' emergency management organization is modeled after the Standardized Emergency 
Management System (SEMS), which allows for a multi-level emergency response organization. 
This means that the severity of the incident determines the level of support and resources that are 
necessary to respond to the event. 

SoCalGas has three levels of emergency management support: 

• Base (field level) response for routine local emergencies or incidents involving a small 
number of customers; 

• Gas Emergency Centers and Transmission Commanrklybst, which are activated for larger 
emergencies that involve repair and restoration e" as well as technical support, 
logistics, and communications activities; and 

• an Emergency Operations Center, which is 	arge scale events that may involve a 
large number of customers across regionspr=aft event that may require the coordination 
and communication with multiple inteni'a1z  ' d/or external organizations (such as 
significant earthquakes). 	 - 

SoCalGas maintains four regional Gas£~JE"" , gency Centers, a Transmission Command Post, and 
an Emergency Operations Center stagy>with trained personnel to respond to and recover from 
major emergencies. SoCalGas also l t' a backup Emergency Operations Center in the event the 
main center becomes inoperat v;L,,' 

SoCalGas maintains and test its:ememencv response plan and structure by conducting regular 
emergency preparednq~~ and exercises to promote employee proficiency in emergency 
assignments and to vali~fiatAe effectiveness of its emergency plans. These training exercises 
may include external agencies and cover a wide range of threats to employee, public, and pipeline 
safety. Adequacy of response is evaluated during these emergency exercises, lessons learned are 
identified and corrective actions are taken, which may include plan or process revisions. 
Emergency response plans and procedures are also evaluated as a component of an incident 
investigation, with lessons learned incorporated into plan or process revisions as needed. 

SoCalGas has begun, and shall continue, to integrate elements of the Incident Command System 
(ICS) into the company's field response structure. The Incident Command System is a 
standardized approach to incident management that provides all responders an integrated 
organizational structure that matches the complexities and demands of the incident, and can 
expand or contract to meet incident needs. This integrated organizational structure outlines 
communication standards for inter-functional (i.e., Transmission, Distribution, etc.) and inter-
agcncy (i.c., fire, law enforcement, Caltrans, ctc.) cooperation during an emergency incident and 
responsibilities within the company. 

In addition to Incident Command System training, the company provides "First Responder" 
training for field management personnel that may respond to emergencies. 
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Plans for routine emergencies differ from a major emergency in that Company personnel respond 
and address the emergency with no or minimal interaction with other agencies. The Company 
responds immediately to all emergencies. In addition to the immediate response to emergencies, 
other potentially hazardous conditions reported to the Company are scheduled dependent upon 
the specific information reported to the Utility. Response times of less than four hours, less than 
14 hours and same day have been established for these non-emergency conditions. 

The individual procedures, policies and programs associated with this chapter are listed in the 
Appendix. 

The appropriate level of leadership participates in and revies the scheduling and findings of 
emergency preparedness activities. Emergency prepare4_i ss activities are conducted per the 
schedule published by Emergency Services 	

~ZRp .a 
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STATE AND FEDERAL REGULATIONS AND CALIFORNIA PUBLIC UTILITIES CODE § 961 
(d)(7), (d)(9) and (c) 

In D.12-04-010, the Commission identified the topic of state and federal regulations to meet the 
requirements California Public Utilities Code 961 (c), (d)(7) and (d)(9). These sections require 
that the safety plan achieve the following: 

• § 961(d)(7) Include appropriate protocols for determining maximum allowable operating 
pressures on relevant pipeline segments, including all necessary documentation affecting 
the calculation of maximum allowable operating pressures. 

• § 961(d)(9) Meet or exceed the minimum standards for safe design, construction, 
installation, operation, and maintenance of gas transm~s$ion and distribution facilities 
prescribed by regulations issued by the United StaoiDepartment of Transportation in 
Part 192 (commencing with Section 192.1) of T.06 49 of the Code of Federal 
Regulations. 	

\ ,a 
J' L~ 

• § 961(c) The plan shall be consistent wig,~? 8~t practices in the gas industry and with 
federal pipeline safety statutes as set.,..., 	n Chapter 601 (commencing with Section 
60101) of Subtitle VIII of Title 49 	United States Code and the regulations adopted 
by the United States Departmex`ol;ransportation pursuant to those statutes. 

This chapter provides how SoCal, 	Q~6mplies with these directives. 

2 	REGULATORY OVERSIGH~s•,' ' 
4-•.,`_ 

SoCalGas' Transmissii d;Pistribution pipelines and facilities are regulated by PHMSA on the 
federal level, and by th o imission at the state level. The Commission is a state partner of 
PHMSA and is certified by PHMSA for the intrastate regulatory, inspection, and enforcement 
responsibilities of the transportation of natural gas. 

The State of California's rules governing the design, construction, testing, operation, and 
maintenance of gas transmission and distribution piping systems are specified in Commission's 
General Order 112-E. 

The Commission has incorporated Title 49 of the Code of Federal Regulations (49 CFR), Parts 
190, 191, 192, 193, and 199, which govern the design, construction, testing, operation, and 
maintenance of Gas Piping Systems into its General Oder 112-E. 

This Safety Plan and related documents shall remain consistent with industry best practice, 
General Order 112-E and the applicable Parts of Title 49 of the Code of Federal Regulations. 

SoCalGas' gas standards, including O&M procedures, are developed to comply with federal and 
state pipeline safety regulations. To meet new laws, rules, and regulations, the Pipeline Safety 
and Compliance department is designated to monitor and track changes to legislation and 
regulatory requirements. When new regulations are adopted, the department coordinates the 
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implementation of new requirements and documents them so that policies, standards, practices, 
and training materials arc updated, as appropriate. 

SoCalGas stays current with regulations and requirements by monitoring legislative and 
regulatory activities and participating in industry associations, such as the American Gas 
Association (AGA). As an example, some of the past activities SoCalGas has initiated from its 
participation in industry organizations can be seen in Figure A, at the end of this chapter. 

The Company also updates procedures, standards and audit programs and keeps required 
documentation (e.g., leak survey records, patrols, cathodic protection reads, meter and regulation 
inspection forms, test data, and other documents) for a specified time period to demonstrate 
compliance. 

SoCalGas will continue these activities to comply with all rajulations and requirements. 

3 	COMPLIANCE WITH GENERAL ORDER 112-E 
~Z0> ,a 

J' L~ 
In accordance with General Order 112-E and by£i~ic~,a><'poration, 49 CFR Part 192, SoCalGas has 
implemented and follows policies, procedur . 	rograms that govern the design, construction, 
installation, operation, maintenance andd~tination of maximum allowable operating pressure 

These policies, procedures and programs are for gas transmission and distribution f  
updated in a timely manner as appr 	̀'in response to changes in regulation, safety advisories, 
and other safety information

. 
The individual procedures, Rbrid6s*nd programs associated with this Section are listed in the 
Appendix. 

These policies, procedusQd programs have been developed to comply with the code 
requirements and are summarized as follows: 

3.1 	Design: 49 CFR Part 192 Subparts B, C, and D specify the minimum requirements for the 
material selection and design of pipe and pipeline components. SoCalGas' transmission and 
distribution pipe and facilities are designed with approved materials that have sufficient wall 
thickness and/or adequate protection to withstand anticipated external pressures and loads that 
will be imposed on the pipe after installation. The pipe and facilities are also designed with 
materials of sufficient strength to contain internal pressures plus appropriate design and/or 
safety factors. Components, including valves, flanges, and fittings meet the minimum 
prescribed requirements specified in the regulations. The design also includes pressure relief 
or other protective devices to prevent accidental over pressurization as further described in the 
maintenance section. SoCalGas implements defined procurement processes that facilitate 
materials traceability. 

3.2 	Construction: 49 CFR Part 192 Subparts E, F, G and J specify the minimum requirements for 
the construction and testing of transmission and distribution facilities, including the welding 
and joining pipe and components as well as the protection of the pipe and facilities from 
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hazards such as unstable soil, landslides, and other hazards that may cause the pipe to move or 
sustain abnormal loads. SoCalGas' transmission and distribution pipe and facilities arc to be 
constructed in accordance with these requirements. Where a contractor is used to supplement 
SoCalGas pipeline construction workforce, a contractor safety management program is in 
place to communicate regulatory requirements and monitor contractor's safety record. 
Construction practices and procedures are aligned where feasible to improve efficiency and 
effectiveness. 

	

3.3 	Installation: 49 CFR Part 192 Subpart H specifies the minimum requirements for the 
installation of distribution service lines, service regulators, and customer meters. These 
requirements include specifications pertaining to the location of this infrastructure, protection 
from damage, and valve requirements. SoCalGas' service lines, service regulators, and 
customer meters are to be installed in accordance with then,o;r̀equirements. 

	

3.4 	Maintenance: 49 CFR Part 192 Subparts M and I speq*—  the minimum requirements for the 
maintenance of transmission and distribution pipe, ilities along with the associated corrosion 
protection facilities. Maintenance activities inc 	the patrolling of pipeline, performing 
leakage surveys, monitoring performance of 	ion protection systems, making repairs, 
inspection and testing of pressure limiting;: 	ulating equipment, and valve and vault 
inspection and upkeep. SoCalGas mapow.9 its pipelines and facilities in accordance with 
these requirements. SoCalGas' pate;14& survey, pressure limiting, valve and vault 
maintenance activities are f irthelr-6-kviained as follows: 

3.4.1 	Patrol: Pipeline 	•pb-are performed to look for indications of pipeline leaks, 
missing pipeligr>~a[il`rs, construction activity, right-of-way encroachment and 
other factor otlifi~ry threaten the pipeline. These patrols are to be performed at 
specifiec~ffi 	ies dependent upon the type of facility and its location. 

3.4.2 	Leak Survey: SoCalGas conducts leakage surveys of its pipelines at frequencies that 
are specified in the regulations. These surveys are typically conducted using 
combustible gas detectors. Leak indications are to be recorded and assigned a 
priority code based upon the concentration of gas recorded by the instrument as well 
as other relevant factors that may exist in proximity to its location. The highest 
priority leaks are to be continuously monitored and repaired promptly. Small leaks 
that pose little threat to the public are to be monitored and repaired based on 
operating conditions. 

3.4.3 	Pressure Monitoring and Control: Each pipeline system receives supply from higher 
pressure pipelines connected to the integrated system. Equipment exists between 
systems to regulate and control the pressure in each pipeline. Failure of pressure 
control equipment could result in the accidental over-pressurization of pipelines not 
designed to withstand the higher pressure of the upstream system. Accordingly, the 
pipeline systems are to be equipped with appropriate secondary pressure relieving, 
regulating, or limiting devices that will activate in the event the primary pressure 
control device fails. The design and use of all gas pressure relieving devices are to 
conform to appropriate agency regulations and orders. These devices are to have 
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sufficient capacity and be set to prevent the over-pressurization of pipe and pipeline 
components commensurate with regulatory requirements. 

Pressure relief devices at pressure limiting stations and pressure regulating stations 
must have sufficient capacity to protect the facilities to which they are connected. 
Each pressure limiting station, relief device (except rupture discs), signaling device, 
and pressure regulating station and its equipment must be inspected once per year. 
These inspections verify that the equipment is: 

• In good mechanical condition; 
• Adequate from the standpoint of capacity and reliability of operation for the 

service in which it is employed; 	 `.. 
• Set to control or relieve at the correct pressurebonsistent with the pressure limits 

of applicable regulatory requirements; an#."z 
• Properly installed and protected from dliquids, or other conditions that might 

prevent proper operation. 	ae~~ 
J' L~ 

Any defective or inadequate equintri" ound must be promptly repaired or 
replaced.  

	

3.4.4 	Corrosion Control: R~zghivdments for the protection of metallic pipelines from 
external, internal as ospheric corrosion are prescribed in Subpart I —
Requirements f9cIt oSion Control. Corrosion Control Activities include: 

The useZ6fp%*tive coatings and paints to prevent a corrosive atmospheric or 
soil a 'ko

, 	
nt from coming in contact with the external steel surface 

For the aernal surface of buried steel, the use of Cathodic Protection (CP) 
systems. CP is a technology that uses direct electrical current to counteract the 
normal corrosion of a metal pipeline. 
Management of the composition of the gas in the pipeline to prevent the 
formation of a corrosive environment and prevent internal corrosion. 

	

3.4.5 	Valve Maintenance: SoCalGas performs maintenance and inspection activities on 
all valves that may be necessary for the safe operation of its natural gas system. 
These valves include system isolation valves, inlet and outlet valves to regulator 
stations, bridge approach valves and high pressure line sectionalizing valves. All 
identified valves are to be checked and serviced at least once each calendar year. 
Routine maintenance and inspection activities verify: 

• Valve is not leaking 
• Valve is properly identified; 
• Valves are adequately lubricated; and 
• Valves are operational. 

Any issues requiring immediate action are to be addressed right away. All required 
Copyright 02012-2015 southern California Gas Company. All rights reserved. 	 Page 5 of 1 I 

AC_BLD_0009826 

SoCalGas-144.0035 



msocalGas 	 NATURAL GAS SYSTEM 

• tiswrrp:aEsn:ryr u..q. 	 OPERATOR SAFETY PLAN 

STATE AND FEDERAL REGULATIONS 	 SOCALGAS: 
SAFETY- 
PLANA 

follow-up work is managed through the issuance of an appropriate work order to 
perform needed repair or maintenance activities. 

3.4.6 	Vault Maintenance: Underground vaults typically house pressure regulating or 
pressure limiting equipment. The purpose of the vault is to allow access to the 
equipment for inspection, maintenance, and repair activities. SoCalGas performs 
routine maintenance and inspection on all underground vaults. Vault maintenance 
normally coincides with the scheduled maintenance of the equipment housed within 
the vault. These inspections are to be completed once per year. Routine 
maintenance and inspection activities for underground vaults include: 

• Proper operation of ventilation equipment, if soequipped; 
• Structural condition of vault walls, floor, lad~crs, steps, handrails, etc.; 
• Structural condition and operation of cov~~N ncluding hinges and locking 

devices; and  
• Correct for any presence of water, t§i or other foreign substances. 

Any issues requiring immediate acti&i Ae to be addressed right away. All required 
follow-up work is managed thr :ffie issuance of an appropriate work order to 
perform needed repair or mice activities. 

3.5 	Operations: 49 CFR Part 192 SuzboS Land K specify the minimum requirements for the 
operation of transmission an._ s bution pipeline facilities. Operational activities are 
included in the O&M plan4~1f~' b̀ed in Chapter 4 and include the Emergency Response Plan 
described in Chapter 5 0 	I ty Plan. The operation of the pipeline also includes 
requirements for a pohliq*4*eness program, damage prevention program, control room 
management procedu -i ilorization of gas, identification of changes in population density 
along certain transmi . n lines, and the determination of maximum allowable operating 
pressure including requirements for increasing the maximum allowable operating pressure. 
SoCalGas operates its pipelines and facilities in accordance with these requirements: 

3.5.1 	Public Awareness Program: The main objective of the Public Awareness Program is 
to raise the awareness of the affected public and key stakeholders of the presence of 
pipelines and associated facilities in the communities where we serve and operate. A 
more informed public will contribute to a reduction in pipeline emergencies and 
releases. 

The SoCalGas Public Awareness Program follows the general guidance provided in 
the American Petroleum Institute Recommended Practice 1162 - Public Awareness 
Programs for Pipeline Operators. Specifically, the program identifies the audiences to 
be considered for targeted communications, the frequency of messages, the messages 
to be delivered to each audience, the methods and vehicles for delivering the 
messages. Furthermore, SoCalGas has specific measures to evaluate the effectiveness 
of our program and materials. It also meets the requirements of API 1173 — Pipeline 
Safety Management System. Specifically, it identifies communications for sharing 
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pipeline safety risk information with those residing near the pipelines and defines a 
mechanism whereby the public can report pipeline safety risk issues to SoCalGas. 

The following audiences are examples of our key stakeholders: 

• Customers; 
• Excavators and land developers; 
• Public officials - school districts, city and county managers; 
• Emergency officials; 
• Residents and places of congregation along transmission lines; 
• Residents within the distribution service territory; and 
• Residents near compressor stations and underpound natural gas storage fields. 

Some of the key messages that the program edilates on are the following: 

a` 
• Use of the 811 one-call notification 	em prior to excavation and other damage 

prevention activities; 	,~~~ 
• Possible hazards associated W#h intended releases from a gas pipeline facility; 
• Physical indications of a purr release of gas; 
• Public safety measures ttaken in the event of a pipeline gas release; and 
• Procedures to report 	line release. 

	

3.5.2 	Damage Preventiosd P*gram: The purpose of the Damage Prevention Program is to 
avert gas incid~ats._ r spch as dig-ins to SoCalGas pipelines -- and thereby improve 
public safetyai.jo'3Operty protection through public education and outreach 
activities,, o alGas continues to promote awareness of the Underground Service 
Alert (811,9~ c~~s(1-before-you dig") system by reaching out to contractors and the 
general pub l c through meetings, mailers, bill inserts, the company wcbsitc and 
other methods, so that gas lines are properly marked before excavation activities. 
Pipeline markers are to be accurate and visible. Excavation activity includes 
excavation, blasting, boring, tunneling, backfilling, the removal of aboveground 
structures by both explosive or mechanical means, and other earth-moving 
operations. 

	

3.5.3 	Control Room Management: Gas Control monitors and/or controls pipeline facilities 
on a 24/7 basis. Gas Control personnel are Operator Qualified per 49 CFR 192 
Subpart N and are to maintain pipeline pressures and gas flows within established 
safe limits while meeting customer supply demands. 

In the event of an emergency, Gas Control personnel have authority and 
responsibility to maintain system integrity as they deem necessary using the 
resources available to them at any given time under both abnormal and emergency 
operating conditions. This includes alerting and directing field or storage personnel 
to take appropriate action when upsets, abnormal, or emergency conditions arise as 
well as having compressor stations, regulating stations, and other field locations 
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manned and active during abnormal conditions. The control room also has the 
authority to request assistance from our out-of-state suppliers to help in maintaining 
system integrity. In addition, given the nature of the emergency, control room 
personnel have the authority to activate and operate from our emergency back-up 
facility. 

SoCalGas has a control room management program that is integrated with other 
operating and emergency procedures. Key elements of the control room 
management plan include: 

• Definition of controllers' roles and responsibilities; 
• Definition of information, tools, procedures, apd processes controllers; 
• A fatigue management program; 
• An alarm management plan;  
• A change management plan to addres~,handling, approving, and implementing 

changes that affect the ability of G~ perations Control to safely and 
effectively manage the flow of gas t ►in the pipeline, including changes in 
field operations, facilities, and£cc~~rolling and monitoring equipment; 

• A means to incorporate o .0 "g experience into control room management 
procedures; and 	~~ 

• An established contrcp`fier,Yraining program; compliance validation to meet 
federal and/or stagiicies; and records and documentation that demonstrate 
compliance w* , 	mandates. 

The Plan's r9.  yrd0s went into full effect in August 2012 and is reviewed and 
updated o>~~'n 6 W basis. SoCalGas will continue to take steps to meet plan 

	

3.5.4 	Odorization: In its native state natural gas is typically odorless. In compliance with 
regulations and as a primary safety measure, SoCalGas adds chemical compounds to 
the gas. These chemical compounds produce the distinctive odor associated with 
natural gas and serve as a means to detect a gas leak. Odor strength is to be 
maintained at a level so that gas may be readily detectable. The odor level is to be 
monitored at least monthly at representative locations for verification of odorization 
adequacy. 

	

3.5.5 	Population Density: 49 CFR 192 requires that changes in population density, 
known as Location Class, be monitored for certain transmission pipelines. The 
SoCalGas transmission pipeline system is modeled in a Geographic Information 
System (GIS). The GIS uses geographic data, aerial photography, data collected in 
the field, publically available data sets and the identification of building and 
dwelling points to determine class location. Maps with class designations are used 
by operations personnel to look for changed conditions. Observed changes are to be 
recorded by marking up or redlining a location class map or completing a form 
designed to record such changes. 
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3.5.6 	Maximum Allowable Operating Pressure: A maximum allowable operating pressure 
(MAOP) is established for each pipeline or piping system. The established MAOP 
cannot exceed the maximum pressure allowed by regulatory code as specified in 49 
CFR § 192.611 and 49 CFR § 192.619 - 49 CFR § 192.623 as applicable. Location 
class, design, testing and operating history are all factors that can limit the MAOP of 
a pipeline or system. 

	

3.5.7 	The Pipeline Safety, Regulatory Certainty, and Job Creation Act of 2011 became 
Public Law 112-90 on January 3, 2012. This law, in part, requires gas transmission 
operators to verify records accurately reflect the physical and operational 
characteristics of transmission pipeline in Class 3 and Class 4 locations and Class 1 
and Class 2 high-consequence areas and then confirm the established MAOP. 
SoCalGas successfully completed the records vesication process and confirmed the 
established MAOP of its Transmission pipelin4 in Class 3 and Class 4 and Class 1 
and Class 2 in high-consequence areas. Th `esults have been submitted to PHTVISA 
through the annual reporting process. 

,a 

Xe 

Co
ll 

J' L~ 

ti
c, 
 8z  
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Figure A: Industry Participation 

Figure A contains activities that SoCalGas adopted as a result of its participation in industry groups, 
specifically the American Gas Association (AGA). The activities listed in table below are items that 
SoCalGas helped shape as part of its industry affiliation and has adopted as part its programs and 

processes. Most of the activities are processes that have been initiated and implemented as a regular and 

routine element. The activities are noted as "adopted", meaning the company has incorporated them as 

part of their normal course of business. The other activities are one-time events that were completed and 

are noted as "completed". Details of those items can be obtained by consulting the responsible 
organization. 

American Gas Association's Industry Actions Implementation Type & Responsible 
:Organization 

Confirm the established IVIAOP of transmission pipelines 
Completed 

Pipeline Integrity 

Review and revise as necessary established construction 
Adopted 

procedures to provide for appropriate (risk-based) oversight of 
Gas Operation Services 

contractor installed pipeline facilities. 

Under DIMP, evaluate risk associated with trenchless pipelin6 
Adopted 

 
Sewer Lateral Inspection Program 

techniques and implement initiatives to mitigate risks 
Gas Operations Support 

Under DIMP, identify distribution assets where incrpdeet 	ak Adopted 
surveys may be appropriate Pipeline Integrity 

Integrate applicable provisions of AGA's e 	e 	ency response Adopted 
white paper & checklist into emergency..: 	s..  Onse procedures Emergency Services 

1  1  P Z1. - 	I 	
' Extend Operator Qualification 	rb r* 	"include tasks related 

Adopted 
Pipeline Safety & Compliance  

m to new main & service line co~tructi 

Expand EFV installation beyond single family residential 
Adopted 

Pipeline Integrity 
homes 

Incorporate an Incident Command System (ICS) type of Adopted 
Emergency Services 

structure into emergency response protocols 

Extend transmission integrity management principles outside Adopted 
of HCAs using a risk-based approach Pipeline Integrity 

Implement applicable portions of AGA's technical guidance 
documents: 1) Oversight of new construction tasks to ensure Adopted 
quality; 2) Ways to improve engagement between operators & Gas Operations Services 
excavators 

Begin risk-based evaluation on the use of ASVs, RCVs or Adopted 
equivalent technology on transmission block valves in HCAs Gas Engineering 

Adopted 
Implement appropriate meter set protection practices identified Gas Infrastructure Protection Program 
through the Best Practices Program (GIPP) 

Gas Operations Support 
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NOTE: Do not alter or add any content from this page down; the following content is automatically generated. 

Brief: Incorporate language to satisfy API 1173 including language to support control room management: 
emergency actions, edits to formatting and language enhancements. 

Document Profile Summary  
Responsible Person: Madariaga, Hector 
Published On: 10/02/2015 
Last Full Review Completed On: 
Writer: Haines, Deanna 
Document Status: Active 

Document Type: MANUALS 
Category (Prior FCD system only): 
If Merged, Merged To Document Number: 
Utility: SoCalGas 

Department: Pipeline Safety & Ca+apliance 

Number of Common Document (if applicable): 
Contains OPQUAL Covered Task: No 
Part of SoCalGas O&M Plan: No 

Part of SDG&E O&M Plan: No  
Last O&M Review date: 4> 
O&M 49 CFR Codes & Impacted Sections of Document:  
Part of Non-O&M Parts 191-193 Plan L 

Non-O&M 49 CFR Codes & Impacted Sections of Document 
Part of Distribution IMP (DIMP) ~'lob 
Part of Transmission IMP (T1MP)  

Impacts G0112E No 

G0112E Codes & Impacted Sections of Document 
Impacts G058A 	 r No 
G058A Codes & Impacted Sections of Document 	~ 
Impacts G058B No 

G058B Codes & Impacted Sections of Document, 
Indices/Binders ni Whicli Docmnemt if Filed4 	'~' ,.Q OSP 

NOP Learning Module (LM) Training;Coilcc 	f 
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CONTINUING OPERATIONS AND CALIFORNIA PUBLIC UTILITIES CODE § 963 (b)(3), 961 
(d)(3), (d)(4), and (d)(10) 

In D.12-04-010, the Commission identified the topic of continuing operations to meet the 
requirements in California Public Utilities §963 (b)(3), §961 (d)(3), (d)(4), and (d)(10). These 
sections require that SoCalGas' Safety Plan achieve the following: 

• § 963(b)(3) It is the policy of the state and the commission and each gas corporation 
place safety of the public and gas corporation employees as the top priority. The 
commission shall take all reasonable and appropriate actions necessary to carry out the 
safety priority policy of this paragraph consistent withA6 principle of just and reasonable 
cost-based rates. 

• § 961(d)(3) Provide adequate storage and tranortation capacity to reliably and safely 
deliver gas to all customers consistent with -Ags authorized by the commission goveming 
core and noncore reliability and curtaillnpe*,~ht"' ncluding provisions for expansion, 
replacement, preventive maintenance ;l pd reactive maintenance and repair of its 
commission-regulated gas pipelinq~l Pity. 

• § 961(d)(4) Provide for of 
	

aoatrol and inspection of the commission-regulated gas 
pipeline facility to detect 	and other compromised facility conditions and to effect 
timely repairs. 

• § 961(d)(10) 
	

sized, qualified, and properly trained gas corporation 
workforce to 	plan. 

2 	SAFETY IS A CORE V. 

SoCalGas considers the health and safety of all employees and the general public to be its top 
priority. This core value is demonstrated through the following statements that describe our 
approach to safety at SoCalGas: 

• Individual health and safety and the safety of others is not compromised. Safe work 
habits are the responsibility of every employee and the foundation of job performance 
evaluation. 

• Occupational injuries and illnesses can be prevented. Identification and reporting of 
workplace hazards and potential hazards is the responsibility of every employee of 
SoCalGas. Job observations are implemented as part of our program to confirm that 
employees comply with safe and healthy work practices. 
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• Management takes an active role in implementing SoCalGas' health and safety programs 
as stated in the Injury Illness Prevention Program (IIPP) and staying aware of related 
workplace injuries, near misses, and at-risk behaviors. 

• SoCalGas performs formal investigations with root cause analysis and follow up on 
lessons learned for significant Company incidents and near misses. 

• Management is responsible for providing a safe workplace and creating a safety culture 
that promotes safe behaviors and safeguards to prevent accidents and injuries to 
employees, contractors and the public. Employees world together to use equipment in 
accordance with job training and safety instructions. 

• Safety culture is a key component in establishing1safe work environment. SoCalGas 
periodically assesses its safety culture to con fa'm the effectiveness of its safety programs. 

J' L 
• SoCalGas complies with applicable fed 	Ra

~

te, and local occupational health and 
safety regulations and implements th q t ugh training, company standards, the IIPP, 
and safety lesson plans. Both pi .end occupational safety are at the forefront of 
priorities for SoCalGas. Safei'S omponent of employee training programs and 
performance appraisals. 	,, ,```' 

3 	SAFE AND RELIABLE 
	

' iD TRANSPORTATION 
Y' 

SoCalGas has design44V ff*grated gas transportation and storage system to meet design 
standards established br 	ommission for core and noncore customer service. The SoCalGas 
gas system is designed to provide service to core customers during a 1-in-35 year peak day 
condition, under which both firm and interruptible noncore transportation service is curtailed. 
The system is also designed to provide for continuous firm noncore transportation service under a 
1-in-10 year cold day condition, during which only interruptible noncore transportation service is 
subject to curtailment. SoCalGas utilizes detailed hydraulic models of the gas system to evaluate 
its capacity to meet these design standards, and identify improvements as necessary. Both design 
standards are expected to occur during the winter operating season when core customers' gas 
usage is the greatest. 

Information about transportation and storage capacities are available through the ENVOY 
electronic bulletin board. The link to the ENVOY bulletin board is located at: 
hgps://scgenvov.sempra.com  

In accordance with SoCalGas' policies, the Gas Transmission Planning Department and Region 
Engineering Departments continuously monitor customer demand on SoCalGas' transmission and 
distribution system, both actual customer service requests and through the long-term demand 
forecast, and evaluates any changes in customer demand against the appropriate design standard 
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to insure adequate capacity is available to serve. Depending upon the customer class, SoCalGas 
has a variety of Commission-approved means to address any capacity deficiencies. When a 
deficiency is identified, possible solutions are considered, evaluated, and implemented according 
to SoCalGas rules and tariffs. For example, a facility improvement that is required to serve a 
single noncore customer and which provides no benefit to other customers is funded entirely by 
that customer. 

Additionally, in D.06-09-039, the Commission established a common design standard for 
SoCalGas and Pacific Gas & Electric Company (PG&E) for "slack capacity" or reserve margin 
on their backbone transmission systems. Per this decision, the Gas Transmission Planning 
Department: 

"plan and maintain intrastate natural gas backbone transmission systems sufficient to serve 
all system demand on an average day in a one-in 	cold and dry-hydroelectric year." 
(D.06-09-039, Ordering Paragraph No. 1) J? 

SoCalGas shall expand storage capacity and,., 	on capability (inventory, injection and 
withdrawal) in the event the SoCalGas/SD 	core customer reliability is in jeopardy without 
such an expansion.' 

Finally, SoCalGas continuously mopis its system to meet current customer demand. Per 
SoCalGas Rule 41, Utility Syst Q̀ieration, the mission of the Utility Gas System Operator is to 
maintain system reliability 40 ei rity. This rule provides information on the responsibilities 
performed to maintain seiSrbility by each of the SoCalGas departments that contribute to 
the System Operator fti$iir  - 

SoCalGas will continue Wperform operating and maintenance activities and make capital 
investments to support the company's pipeline system, maintain and enhance the operational 
efficiency and responsiveness of storage operations, and comply with applicable regulatory and 
environmental regulations. 

4 	PATROL AND INSPECTION 

The patrol and inspection policies and programs discussed in Chapters 4 and 6 address the 
activities SoCalGas shall perform to detect leaks and other compromised facility conditions and 
then effect timely repair. 
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5 	SOCALGAS WORKFORCE SIZE, TRAINING AND QUALIFICATIONS 

5.1 	Workforce Size 

SoCalGas shall determine appropriate staffing levels to preserve the safety and integrity 
of its pipeline system. 

Annual baseline employee staffing levels are determined during the annual business 
planning process and contracts are maintained with qualified service providers to 
complete work and address variability in work demand throughout the year. As part of 
the planning process local district management revieiy.,'ts projected work and workforce 
to adequately fulfill safety, compliance, maintenan!~, and construction obligations. If 
local management cannot fulfill these obligationgc,tey raise the need as part of the 
resource allocation and funding process. Durk the year, as resource vacancies occur or 

	

as work levels significantly change, local 1 	ement reassesses the need for the 
workforce and submits a request to fill fancies or add to staff. Resource allocation 
decisions consider employee levels and Aractor availability. 

Verification of appropriate sta ;u'~[) els is determined by monitoring specified 
performance metrics and w rkfo4s. These performance metrics include: meeting 
emergency response goaloresponse within 30/45 minutes) and compliance to 
distribution pipeline 19 gee' code response times consistent with Company policy. The 
performance metric, ". ' die ' reviewed monthly by Senior Management. If SoCalGas 
falls below perfq~ileggbals, appropriate resource adjustments would be made. 

Employees in sae,f 'sensitive positions are trained to handle emergencies. Employees 
are crossed-trained as needed in various assignments to perform a variety of duties that 
allow a flexible workforce to meet sudden changes in work demands. The company 
assesses its workforce requirements on an ongoing basis (such as an annual planning 
exercise) to develop hiring and development plans and budgets to supplement or 
replenish the workforce as necessary to sustain the safety and integrity of the pipeline 
system. 

The Company uses contractors, as necessary and in compliance with bargaining 
agreements, so that sufficient overall resources are deployed to address maintenance and 
construction. SoCalGas shall continue to require that contractor employees undergo 
training and meet specific compliance requirements to perform work on company 
pipelines and facilities. Contractors shall be monitored to see that they perform their 
responsibilities consistent with company standards and contract requirements. 
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5.2 Training 

Safety is rooted in all phases of field services training. It starts with the formalized 
training that employees receive when they begin their career, emphasized on the job, and 
then re-emphasized during training they receive as they advance to new jobs. 

Training courses are delivered to each function/classification in all field job progressions 
and vary from two to seven weeks for entry-level positions. Courses are taught utilizing 
various training methods and delivery by a centralized field training team with most of 
the instructors having served as technicians at some point in their careers. These 
instructors convey consistent safety messages and col 16 understanding of the 
classroom training by observing employees in simted situations at SoCalGas' training 
complex in Pico Rivera.  

Integrated in the training courses are the Oir Qualification tasks, as required by the 
DOT. The documentation for these qu41-ifi~ctt ions and records are closely monitored and 
employees are re-trained, re-qualifiedt} dated whenever significant changes occur in a 
task regulation or when they are 	to re-qualify as prescribed by the DOT. 

Emergency response is covq!~ 	thin the training courses for classifications that have 
any activities or function l tf its area. The classifications include Lead Construction 
Technician, Energy Tinian Residential and Distribution, Construction Technician, 
Pipeline Technici 	patch Specialist. Employees are required to annually review 
policies and pro* i~`s~that they understand emergency response guidelines and 
procedures, i1ii,x%hen to contact Corporate Security to address certain threats. 

SoCalGas participates in industry forums, validates that training activities are consistent 
with regulatory requirements, and identifies when new training opportunities exist. 
SoCalGas has a training curriculum that tests employees' skills in identifying and 
repairing gas leaks and other real-life situations through simulation exercises. These 
exercises are also included in first responder training. In addition, the Company 
implemented a technical skills training class to help employees new to management 
become more effective in addressing these situations as supervisors and managers. 

Training course materials are updated on a regular basis. Root causes of safety incidents, 
findings and near miss investigations are a significant part of course 
discussion/instruction in order to sustain and improve overall employee and system 
safety. 

As part of the Company's continuing education effort, a hands-on training course for 
supervisors on high-pressure gas pipeline work has been developed and is being taught to 
new supervisors. 
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5.3 	Qualification of Pipeline Personnel 

All pipeline operators are required to have a written Operator Qualification program to 
establish general compliance policies for the DOT Operator Qualification Program as 
required by 49 Code of Federal Regulations 192.801 through 192.809,so that individuals 
(employees and contractors) performing DOT-covered tasks are qualified. The 
Company's Operator Qualification Program applies to all individuals who perform 
covered tasks, whether they are employed by the Company, a contractor, a sub-contractor 
or any other entity performing covered tasks of behalf of the Company. Such programs 
are reviewed by the OpQual and Industrial Design department prior to performing work 
on pipelines or pipeline facilities.  
The Operator Qualification Program requires that e mployees are trained, initially 
qualified and subsequently re-qualified every fi4 ears. SoCalGas' training frequency 
conforms to these requirements and the resulWbbf the evaluations are recorded --
demonstrating employees' knowledge, skit# a~ abilities of the job requirements and that 
they are qualified to perform the require~Iks. If employees don't pass, they are not 
allowed to perform that activity until.._ 	lave been successfully re-trained and re- 
qualified. Essentially, any emplo%e,,#110 performs a covered task — ranging from meter 
readers to customer services fictribution and transmission personnel -- need to be 
operator-qualified. 	, 

The Operator Qualifi W' rogram also requires that contractors' knowledge, training 
and skills conform 4WJgb- requirements and that they are qualified to perform the 
required tasks. A,,;g0M9f vendor who is one of the nations leaders in regulatory 
compliance fQ 	~i r Qualification has been retained to provide training, testing, 
Operator Qualm' n, and record retention for our pipeline contractors. 

6 	ANTI-DRUG AND ALCOHOL MISUSE PREVENTION PLAN 

The purpose of the Anti-Drug and Alcohol Misuse Prevention Plan is to prevent accidents that 
could result from the use of controlled substances and misuse of alcohol, thereby reducing 
fatalities, injuries and property damage. The Company's plan and policies are designed to comply 
with state and federal law. 

If performing DOT-covered functions, employees undergo pre-employment drug and alcohol 
testing and are entered into the random drug testing program. Contractors shall also have an 
Anti-Drug and Alcohol Misuse Prevention Program or work with a third-party to enforce the 
program in compliance with DOT regulations, specifically, 49 CFR Part 40, Part 199 and/or Part 
382. Contractors shall ensure their employees have a negative pre-employment test on file before 
their first performance of safety-sensitive functions and are entered in their (contractor's) random 
testing pool. 
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EMERGING ISSUES AND CALIFORNIA PUBLIC UTILITIES CODE § 961 (d)(11) 

In D.12-04-010, the Commission identified the topic of emerging issues to meet the requirements 
California Public Utilities 961 (d)(11). This section requires that the safety plan include the 
following: 

• § 961(d)(11) Any additional matter that the commission determines should be included in 
the plan. 

2 	SOCALGAS AND EMERGING ISSUES 

SoCalGas stays current on emerging issues within the industry # rough active participation in 
industry associations and open communication with legislati~te'and regulatory groups. Chapter 6 of 
this Safety Plan identifies the on-going safety enhancempgfactions the industry has committed to and 
SoCalGas' targeted date of implementation. 	L~? 

SoCalGas is continuing to address the err 
Part 192 and the installation of remote-cc 
Safety Enhancement Plan as discussed in 
addressing the replacement of pipe, inclg 
Distribution Integrity Management Pj4 

3 	COLLABORATION WITH 

k 	of the grandfathering of provisions in 49 CFR 
lid automatic shutoff valves as part of its Pipeline 
4 of this Safety Plan. Similarly, SoCalGas is 
ethylene made with Aldyl-A resin, as part of its 

PUBLIC UTILITIES COMMISSION 

SoCalGas shall continue „ ` _ A—n collaboration with the Commission and other regulatory 
authorities, and stay abreasi%_N`ndustry best practices in order to address those emerging issues that 
pose hazards and not yet within this Safety Plan. The most recent emerging issue was the changes to 
General Order 112, resulting in a new version entitled, General Order I I2F. The revisions were 
adopted on June 2015, and will take effect on January 1, 2017. SoCalGas filed comments on the 
various proposals with the aim to improve pipeline safety and help shape General Order 112F. As an 
active participant throughout the process, SoCalGas filed specific comments that can be found at the 
following CPUC link— 
bttp://docs.cpuc.ca.gov/PublishedDocs/Efile/G000/MO77/K299/77299906.PDF.  

The regulatory front is not static. The GO-112E revisions were only one of several emerging issues. 
Several new issues have come to the forefront, which are as follow: 

• Natural Gas Leakage 
• Process Safety Management Systems 
• Risk Management 

o Security Enhancement Measures on certain natural gas asset 
o Climate Change and Adaptation 
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Natural Gas Leakage Abatement 

Rulemaking R.15-01-008 has commenced to carry out the intent of Senate Bill (SB) 1371. SB 1371 
requires the adoption of rules and procedures to minimize natural gas leakage from Commission-
regulated natural gas pipeline facilities consistent with Public Utilities Code Section 961(d), § 192.703(c) 
of Subpart M of Title 49 of the Code of Federal Regulation. The goal for the Commission through the 
rulemaking and in the spirit of SB 1371 is to reduce greenhouse gas emissions. SoCalGas has been an 
active participant in the rulemaking and have provided comments as well as meet the reporting 
requirements set forth under SB 1371. SoCalGas also held a technolo 'workshop for all interested 
stakeholders to share information on best management practices anq,, chnology related to leakage 
abatement. 

z` 
Documents filed under this proceeding can be found at the.f6i ving web site: 
b=://vrwiv.socalgas.com/regulato[y/RI501008.shtm  

Link to presentations from SoCalGas Hosted Tech 	y Workshop: 
http://www.socalgas.com/re  ug lato , /RrS~ l501'ot "'Itml 

c 

Process Safety Management 
 

SoCalGas is implementing a Pipeliq\&Safe ~Management System (PSMS) as defined by API 1173. Part 
of that effort incorporates SoCal4,*) , 7standing approach to assess its safety culture and encourage 
two-way communication betweene~pioyees and management as a means of identifying and managing 
safety risks. Additional details ofits~`dpproach can be found in Chapter 2 of this Safety Plan. 

Risk Management 

Risk management, SoCalGas continues to work with the CPUC to develop and enhance its process to 
manage risk. SoCalGas is an active participant in the CPUC's proceedings on Risk Management under 
its application (A.15-05-004), which was filed in May 2015. Additionally SoCalGas has requested 
funding in its most recent General Rate Case' to further the development of its risk management 
processes and under the General Rate Case Policy Testimony of Ms. Diana Day, further details can be 
found. 

Under the broad umbrella of risk management, SoCalGas is addressing certain risks that have emerged as 
industry specific issues—security enhancements and climate change. 

1  General Rate Case (GRC-2016) proceeding is A.14-11-004 and the various testimonies can be found at SoCalGas' 
website, http://www.socalgas.com/regulatory/A1411004.shtmi.  

Copyright 02012-2015 southern California Gas Company. All rights reserved. 	 Page 3 of 5 

AC_BLD_0009843 

SoCalGas-144.0052 



Sadhm 
c.rtW& 
r" `°'*'"' 	 NATURAL GAS SYSTEM 

A rA~Sempra Energy uciiq 	OPERATOR SAFETY PLAN 

EMERGING ISSUES 	 SOCALGAS: SAFETY- 
PLAN.8 

Security Enhancement Measures on certain natural gas asset 
SoCalGas is and continues to be an active participant on enhancing security measures for certain 
key natural gas facilities. This on-going process has been coordinated through Corporate Security 
based on the recommendations and guidelines of Transportation Security Administration (TSA) 
and information and intelligence provided by local law enforcement to identify and address 
potential threats to these facilities. 

SoCalGas has already deployed certain measures since late 2014 and has requested funding in its 
most recent General Rate Case2 to enhance monitoring systems and external barrier changes (e.g. 
fencing). 

Climate Change and Adaptation 

Climate change is closely linked with key risks that could aft 
reliable service. For example, a severe drought increases the 
increases the risk of gas infrastructure failure. SoCalGPS~~ii 
Forest Service, National Weather Service, CALFire .a:  d.p e 
and resiliency. SoCalGas recently participated 

t
sented 

Commission's Climate Adaptation workshop 491 July 27 
executives is available on CPUC's website~gt° 

htti)://www.ci)uc.ca.p-ov/PUC/%iLdi 
daptation_Workshop.htm. 

SoCalGas' ability to provide safe and 
r & of a wildfire, and sea level rise 
irking collaboratively with CPUC, US 
r partners to create strategies for adaptation 
at the CPUC and Energy CPUC and Energy 
The presentation given by SoCalGas' 

n 
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NATURAL GAS SYSTEM OPERATOR SAFETY PLAN APPENDIX 

I.I. 	In Decision (D.) 12-04-0 10, the Commission stated gas operator safety plans "may 
reference existing components or include Exhibits or Attachments that cross-reference to 
other existing utility documentation." SoCalGas has numerous existing safety programs, 
plans, and procedures in place that address specified infrastructure or areas of company 
activity. This Safety Plan provides an overarching safety strategy that encompasses the 
plans, programs, and policies referenced in this document and affirm SoCalGas' 
commitment to safety. The following matrix is a guide to the documents making up these 
plans, programs, and policies. Documents have been identified by their policy number 
and title and cross-referenced to the Safety Plan chapter,.. 

J' L~ 

ti
c, 
 8z  
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1.2. 	List of Policy Documents By Chapter 

Chapter 
Number 

Chapter Title Policy Policy Title 

4 Safety Systems 100.0152 Self Audit Requirements - Gas Meas 	ement (Distribution, Transmission & Storage) 

4 Safety Systems 104.0001 Environmental Training  

4 Safety Systems 104.0017 Pipeline Liquids - Field Hand f , 

4 Safety Systems 104.06 Respiratory Protection Prq& F# 

4 Safety Systems 107.0004 Material Evaluation and-,I'molementation 

4 Safety Systems 107.0324 General Operating jdl tractions for the MetrotechO Model 480E Pipe and Cable Locator - "Split 
Box" 

4 Safety Systems 140.04 Condition/Ltcati6h of Meter Installations and Report of Inaccessible/Removed Meters 

4 Safety Systems 142.0065 Mete 	e 	@deter Turn-On 

4 Safety Systems 142.0075 Cir 	ers - Methods and Procedures 

4 Safety Systems 142.01 dr~ompletion Schedule 

4 Safety Systems 142.02 Leh Investigation - Customer Service 

4 Safety Systems 142.5660 Purging Gas Meters and Customer Houselines 

4 Safety Systems 151.0010 Environmental Inspections, Search Warrants, and Internal Notifications 

4 Safety Systems 166.0015 Fire Prevention and Protection -Transmission and Storage 

4 Safety Systems 166.0025 Prevention of Accidental Ignition of Natural Gas 

4 Safety Systems 166.0055 Contractor Safety Observation Areas 

4 Safety Systems 166.0076 Working in Flammable Atmospheres 

4 Safety Systems 167.0100 Operator Qualification Program 

4 Safety Systems 167.0125 Self-Audit Guidelines - Pipeline Integrity Program 
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Chapter 

Number 

Chapter Title Policy Policy Title 

4 Safety Systems 167.0200 Data Gathering and Integration 

4 Safety Systems 167.0203 Threat Identification 

4 Safety Systems 167.0204 Risk Assessment of High Consequence Areas 

4 Safety Systems 167.0207 TIM P Risk Algorithm 

4 Safety Systems 167.0208 Baseline and Reassessment, 

4 Safety Systems 167.0209 External Corrosion Direct!Asse:ssment Procedure 

4 Safety Systems 167.0210 In-Line Inspection Procedure 

4 Safety Systems 167.0211 Bellhole lnspectioq.:.R. 6irements 

4 Safety Systems 167.0212 Casing Wax Fill 

4 Safety Systems 167.0214 Preventive.: pndJt 	itigative Measures 

4 Safety Systems 167.0215 Continu.61
:.  
EValuation 

4 Safety Systems 167.0216 Stres§. C:Prr. ~:Ion Cracking Direct Assessment Procedure 

4 Safety Systems 167.0218 Pipqji:ne Cleaning Standard 

4 Safety Systems 167.0220 lfl--Y e Inspection Surveys Standard 

4 Safety Systems 167.0224 Dry Gas - Internal Corrosion Direct Assessment 

4 Safety Systems 167.0229 Internal Corrosion Management Plan 

4 Safety Systems 167.0230 Internal Corrosion Design and Construction Considerations 

4 Safety Systems 167.0232 Field Sampling and Analysis of Liquids and Solids/Sludge 

4 Safety Systems 167.0235 Immediate Repair Conditions - Transmission Pipelines 

4 Safety Systems 167.0236 Scheduling Remediation 

4 Safety Systems 167.0240 Assessment of Pipeline Integrity Using Guided Wave UT 

4 Safety Systems 167.0245 Global Positioning System (GPS) Process 
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4 Safety Systems 167.0246 GPS Control Survey 

4 Safety Systems 167.0247 Aboveground Survey Plan 

4 Safety Systems 167.0248 Alternating Current Attenuation Sur4y 

4 Safety Systems 167.0249 Close Interval Survey 

4 Safety Systems 167.0250 Voltage Gradient Survey 

4 Safety Systems 167.0251 Soil Resistivity Survey 

4 Safety Systems 167.0252 Inspection of Cased Pipe 

4 Safety Systems 167.0260 Fiber Optic Cable tnst~~41[ation for Pipeline Monitoring 

4 Safety Systems 167.04 S~- Contractor 	ty Program 

4 Safety Systems 180.0003 Materip.j.. 
S 
 l?ecl fications and Purchase Descriptions 

4 Safety Systems 180.0005 Steel Ppe'7 Selection Requirements 

4 Safety Systems 180.0010 S tc-el::::g utt Weld Fittings - Selection Guide 

4 Safety Systems 180.0015 Wedding Bands, Reinforcing Sleeves and Canopies - Selection Guide 

4 Safety Systems 180.0020 Flanges - Selection, Torque and Installation Requirements 

4 Safety Systems 180.0030 Branch Connection, Steel - Selection Guide 

4 Safety Systems 180.0035 Leak Repair Clamps and Sleeves - Selection Guide 

4 Safety Systems 180.0040 Pressure Control Fittings - Selection Guide 

4 Safety Systems 180.005 Steel Pipe Yield, Design Properties and Design Pressure Tables 

4 Safety Systems 180.0085 Valve Usage and Selection Guide 

4 Safety Systems 180.0100 Prefabricated Vaults - Design and Selection Guide 

4 Safety Systems 182.0010 Request for Pipeline Design Assistance 
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4 Safety Systems 182.0040 Changing Maximum Allowable Operating Pressure and Maximum Operating Pressure 

4 Safety Systems 182.0050 MAOP Evaluation of Corroded Pipe 

4 Safety Systems 182.0055 Identification of Steel Pipe and ButIveld Fittings 

4 Safety Systems 182.0060 Service Risers 

4 Safety Systems 182.0080 Casing Assemblies - Steel Ca rr4r ':. Pipe 

4 Safety Systems 182.0087 Inspection of Pipeline Cable=Suspension Bridges 

4 Safety Systems 182.0090 Designs for Pipelines ii-.ftrk Res 

4 Safety Systems 182.0093 Wear Pads and Ba.nds::  f.or:  Steel Gas Piping 

4 Safety Systems 182.0140 Polyethylene Plastic Pipe - General Application Requirements 

4 Safety Systems 182.0148 Casing AsseMi:h,!i:es - Plastic Carrier Pipe 

4 Safety Systems 182.0150 Polyethyje 	(PE) Service Selection Guide 

4 Safety Systems 182.0160 Purgjnj,7,::P1p'.,e9ines and Components 
----- - ----- - -- 

4 Safety Systems 182.0162 P0'r9:i:69: .and Locking Service Risers 

4 Safety Systems 182.0165 T#p,Requirements 

4 Safety Systems 182.0170 Strength Testing - Pipelines and Facilities 

4 Safety Systems 182.0185 Pressure Terminology and Establishment of Pressure Levels for Piping 

4 Safety Systems 182.0190 Location Class - Determination and Changes 

4 Safety Systems 182.0200 Design Factors for Steel Piping Systems 

4 Safety Systems 183.0001 Emergency Planning - Government 

4 Safety Systems 183.0015 Field Services Emergency Plans 

4 Safety Systems 183.0017 Emergency Exercise 

4 Safety Systems 183.0030 Contact with Fire and Police Departments and Public Agencies 
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4 Safety Systems 183.0040 Natural Disaster or Major Emergency - Employee Instructions 

4 Safety Systems 183.0075 Off-Hour Management Coverage - He adcluarters and Region Operations 

4 Safety Systems 183.01 Shutdown Procedures and Isolation.  Area Establishment for Distribution Pipeline Facilities 

4 Safety Systems 183.0100 Emergency Incident Notifying 	.4 > 
4 Safety Systems 183.0105 Incident Command System (10 ,.for Emergency Incidents 

4 Safety Systems 183.0110 Field Procedure - Emergency,:1,  cidents Transmission 

4 Safety Systems 183.0120 Emergency Outage Procedure ed6re 

4 Safety Systems 183.0130 Materials and Supplij2 6r Emergency Situations 

4 Safety Systems 183.0160 Message Center :::  

4 Safety Systems 183.0165 Emergencyj: nkj06nt Reporting 

4 Safety Systems 183.03 Field G We[Mes - Emergency Incident Distribution 	Customer Service 

4 Safety Systems 183.05 Center 

4 Safety Systems 183.06 Reg!on Re . ports of Safety-Related Pipeline Conditions 

4 Safety Systems 183.07 P.J.belifie Incident Reports to CPUC and PHMSA; National Transportation Safety Board (NTSB) . 	.6 
Accident Investigation 

4 Safety Systems 183.08 Pipeline Safety Reports to CPUC and DOT 

4 Safety Systems 184.0014 New Business Project Package Routing 

4 Safety Systems 184.0015 Construction Planning for Mains and Supply Lines 

4 Safety Systems 184.0016 Main Construction Project Package Routing 

4 Safety Systems 184.0025 Services - Repair vs. Replace Decisions 

4 Safety Systems 184.0031 Pressure Monitoring of Distribution Systems 

4 Safety Systems 184.0060 General Construction Requirements for Distribution Service Lines 
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4 Safety Systems 184.0075 Evaluation and Disposition of Inactive Services 

4 Safety Systems 184.0080 Abandonment of Gas Services and Gas,Light Tap Assemblies 

4 Safety Systems 184.0085 Abandonment or Inactivation of Gas Distribution Pipelines 

4 Safety Systems 184.0095 Polyethylene (PE) Pipe and Fittipji 	- General Installation Requirements 

4 Safety Systems 184.0115 Tapping/ Stopping PE Fittings=:' 

4 Safety Systems 184.0121 Service Riser Integrity Inspection 

4 Safety Systems 184.0123 Composite Coating Repair: for Anodeless Risers 

4 Safety Systems 184.0124 Coring for Mini Riser *ult (MRV) Installation 

4 Safety Systems 184.0130 Polyethylene Hea:..ter - Temperature Measurement and Adjustment 

4 Safety Systems 184.0150 Leak Testing: of., Distribution Piping 

4 Safety Systems 184.0170 Trench.1.6:s:. Construction Methods 

4 Safety Systems 184.0175 Prevehtjoq,,:  ~f Damage to Subsurface Installations 

4 Safety Systems 184.0200 Und.09r6und Service Alert and Temporary Marking 

4 Safety Systems 184.0215 Ahnual Report of Leak Repairs on Federal Lands 

4 Safety Systems 184.0235 Polyethylene (PE) Pipe Repair 

4 Safety Systems 184.0275 Inspection Schedule - Regulator Station, Power Generating Plant Regulation Equipment 

Requirements 

4 Safety Systems 184.03 Replacement Criteria for Distribution Mains and Services 

4 Safety Systems 184.0300 Squeezing and Reopening Mains and Services 

4 Safety Systems 184.0335 Steel Pipe Squeezers 6" through 12" 

4 Safety Systems 184.0340 Squeezing Polyethylene (PE) Pipe - 1/2" Through 8" 

4 Safety Systems 184.0355 Pressure Control Machines - 2" Through 12" 
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4 Safety Systems 184.0360 Pressure Control - Fittings 2" and Under Pressure Limitations and Related Equipment 

4 Safety Systems 184.0366 Pressure Control: Drilling Operations For DH-5 Drilling Machine 

4 Safety Systems 184.0370 Pressure Control: Drilling Operations,.: For D-5 Drilling Machine 

4 Safety Systems 184.04 Supply Line Identification and R.e06rcls 

4 Safety Systems 184.0405 Pressure Control - Stop Bottom gutlet Fittings 

4 Safety Systems 184.0450 Pressure Control - CompletfoOTlugs 3/4" - 1-1/2" 

4 Safety Systems 184.0455 Pressure Control - Corn . PleVbn Plugs - 2" - 3" - D-5 or DH-5 

4 Safety Systems 184.0480 Pressure Control -.: Coinoletion Plugs 

4 Safety Systems 184.0575 Pressure Controk Stop Standard 2" Service Tee With D-5 Machine 

4 Safety Systems 184.0585 Remov 	
. 	

eet Ell from a Service Clamp - Install a I" Threaded Both Ends (TBE) Nipple in 

Claml.* eR 

4 Safety Systems 184.0590 Pressure - Control Qualification Requirements 

4 Safety Systems 184.06 - Gas-Handling and Pressure Control 

4 Safety Systems 184.09 Pr6ention of Damage to Company Facilities 

4 Safety Systems 184.12 Inspection of Pipelines on Bridges and Spans 

4 Safety Systems 184.16 Valve Inspection and Maintenance - Distribution 

4 Safety Systems 184.17 Temporary LNG Facility 

4 Safety Systems 185.0001 Meter Locations 

4 Safety Systems 185.0008 Meter Guard - Installation Requirements 

4 Safety Systems 185.02 Pressure Regulation - Residential and Commercial 

4 Safety Systems 185.0287 Over-Pressure/Under-Pressure Protection - Maintenance, Installation and Settings 
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4 Safety Systems 185.0300 IVISA - Installing, Rebuilding and Inspections 

4 Safety Systems 185.0474 Control Microsystems SCADAPACK 

4 Safety Systems 186.0002 Design and Application of Cathodic..Pi
. 
 otection 

4 Safety Systems 186.0005 Cathodic Protection - Mixed Pip,I*!I::g:' System 

4 Safety Systems 186.0015 Condition Assessment of Unprb: i;,pctecl Distribution Steel Piping 

4 Safety Systems 186.0035 Criteria for Cathodic Prot-666h 

4 Safety Systems 186.0036 100mV Polarization Criter. I 

4 Safety Systems 186.0040 Magnesium Anodes for `Corrosion Control 

4 Safety Systems 186.005 Cathodic Protectio.0 - Instruments and Testing Equipment 

4 Safety Systems 186.0052 Copper Su!-.f-.,Ste,.,Electrode 

4 Safety Systems 186.006 Selectiq.nOd,  installation of Rectifiers and Impressed Current Anodes 

4 Safety Systems 186.0070 Insu. 	M,~§A-s 

4 Safety Systems 186.0075 vjeqrrca 
1. 
 -test Stations & Bond Assembly 

4 Safety Systems 186.0100 APp.roved Protective Coatings for Below Ground Corrosion Control 

4 Safety Systems 186.0102 Field Application of Fusion Bonded Epoxy to Joints and Field Repair of Fusion Bonded Epoxy 

Coating 

4 Safety Systems 186.0103 External Surface Preparation and Field Applied Coatings for Buried Pipelines 

4 Safety Systems 186.0104 Surface Preparation and Shop Applied Coating for General Steel (Primer and Topcoat) 

4 Safety Systems 186.0106 External Surface Prep and Field-Applied Coating for Above Ground Pipe Spans 

4 Safety Systems 186.0108 External Surface Preparation and Shop-Applied Coating for Steel Tanks and Vessels 

4 Safety Systems 186.0109 Internal Coating of Tanks, Vessels, & Drip Legs 

4 Safety Systems 186.0110 Field Tape Wrapping Requirements 
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4 Safety Systems 186.0111 Field Application of Grease Coating 

4 Safety Systems 186.0112 External Surface Preparation and Exte",'l Coating for New and Refurbished Storage Tanks and 

Pressure Vessels 

4 Safety Systems 186.0116 External Surface Preparation and" Meld-Applied Coatings for New and Old Steel in a Marine 

Environment 
-k:c, 

 

4 Safety Systems 186.0117 External Surface Preparaflb~,:. Ind Shop-Applied Coating for High Corrosion Service Areas 

4 Safety Systems 186.0120 Interference - Stray EI.ec: t.n::c2I Current 

4 Safety Systems 186.0135 Operation and Mpinferiance of Cathodic Protection Facilities 

4 Safety Systems 186.0170 Record Keeping:-:Corrosion Control 

4 Safety Systems 186.0180 Cathodic P'ote-cltion Test Orders - Monitoring Isolated Facilities 

4 Safety Systems 186.02 Cathodic Projection - Inspection of Exposed Pipe 

4 Safety Systems 186.06 cathadis 	Protection - Electrical Isolation 

4 Safety Systems 186.07 HoOt.0he Insulating Sleeves 

4 Safety Systems 186.09 
- 
Cathodic Protection - Casings 

4 Safety Systems 187.0050 Cutting Into Gas Mains, MSAs and Abandoned Substructures - Safety Precautions 

4 Safety Systems 187.0055 General Welding Requirements 

4 Safety Systems 187.0056 Welding Field Guide 

4 Safety Systems 187.0115 Fusion Requirements for Polyethylene Pipe 

4 Safety Systems 187.0120 Fusing Socket Connections - Polyethylene (PE) Pipe 

4 Safety Systems 187.0125 Electrofusion Process - General Instructions 

4 Safety Systems 187.0126 Magic Box - 2"-4" 

4 Safety Systems 187.0138 PE Saddle Fusions 
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4 Safety Systems 187.0140 Transition Fittings 

4 Safety Systems 187.0146 Excess Flow Valve (EFV) - Installation a.oj operation 

4 Safety Systems 187.0155 Butt Fusing 2", 3" and 4" PE Pipe (Manual Machines) 

4 Safety Systems 187.0158 4", 6" and 8" Polyethylene (PE) BUtt Fusion (Hydraulic Machines) 

4 Safety Systems 187.0175 Inspection and Testing of Wefdspn Company Steel Piping 

4 Safety Systems 187.0180 Qualification and Re-Qua-Iftication of Welders 

4 Safety Systems 187.0181 Qualification of Person 
. 
t  
. 
el;' 'Polyethylene Pipe Joiners 

4 Safety Systems 188.0001 Standard Specificaticl-44br Natural and Substitute Fuel Gases 

4 Safety Systems 189.0001 Oclorization 

4 Safety Systems 189.0010 Supplemept6i Odorization of Gas at Border Stations 

4 Safety Systems 190 operatp ~Qualification Task Change Communication 

4 Safety Systems 191.0020 Ins e6ii 	9 ::Construction Field Work 

4 Safety Systems 191.0025 50ring, of Construction Work Inspected 

4 Safety Systems 191.01 in-v g figatigat on of Accidents and Pipeline Failures 

4 Safety Systems 191.0210 Qualification of New Construction Contractors 

4 Safety Systems 192.0010 Preparation of Construction Sketches 

4 Safety Systems 192.0025 Map Maintenance Requirements for High Pressure Gas Lines 

4 Safety Systems 192.0030 Completion Drawing Set Requirements for High Pressure Pipelines 

4 Safety Systems 192.02 Procedure for HCA Segment Identification 

4 Safety Systems 203.005 Self Audit Guidelines - Distribution 

4 Safety Systems 203.007 Pipeline Patrol and Unstable Earth Self Audit 

4 Safety Systems 203.008 Pipelines on Bridges and Spans Self-Audit 
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4 Safety Systems 203.016 Leak Survey Self-Audit 

4 Safety Systems 203.017 Valve Inspections and Maintenance Self~Xuclit 

4 Safety Systems 2110 Management of Change for Gas Sta.ridards Related to Integrity Management Programs 

4 Safety Systems 2111 Management of Change - Requ'q 	Approval 

4 Safety Systems 2112 Pipeline Database Update 

4 Safety Systems 223.0001 CPUC and PHMSA Notificatiol):'& Major New and Uprated Pipelines and Pressure Test Failures 

of Pipelines with MAQPs=>20% SMYS 

4 Safety Systems 223.0002 Minimum Trench Rgqu)rbments for Transmission Pipelines 

4 Safety Systems 223.0030 Investigation of:Fai:l:ures on Distribution and Transmission Pipeline Facilities 

4 Safety Systems 223.0031 Abnormal Operations - Transmission 

4 Safety Systems 223.0065 Pipeline:  Patrol and Unstable Earth Inspections 

4 Safety Systems 223.0075 Pipeli6e MaAers 

4 Safety Systems 223.0095 E?.der...:h6l. and Internal Transmission Pipeline Inspection 

4 Safety Systems 223.0100 'Leakage Surveys - --------- 
4 Safety Systems 223.0125 Leakage Classification and Mitigation Schedules 

4 Safety Systems 223.0130 Abandonment, Conversion and Reinstatement of Transmission Pipelines 

4 Safety Systems 223.0140 Excavating, Shoring and Sloping 

4 Safety Systems 223.0145 Planning Shutdowns for Transmission and Storage 

4 Safety Systems 223.0155 Planning Pipeline Blowdowns 

4 Safety Systems 223.0177 Measurement of Remaining Wall Thickness 

4 Safety Systems 223.0180 Repair of Defects in Steel Pressure Piping 

4 Safety Systems 223.0183 Repair of Defects on an Operating Pipeline by Grinding 
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4 Safety Systems 223.0185 Repair Leak on an Operating Pipeline With Band or Sleeve 

4 Safety Systems 223.0188 Epoxy Grouted Non-Leaking Steel Sleeve Repairs - Above and Below Ground Piping 

4 Safety Systems 223.0190 Repair of Non-Leaking Defects on ambperating Pipeline with a Band or Sleeve 

4 Safety Systems 223.0195 Repair on Operating Pipelines Uo g a Welded Steel Patch 

4 Safety Systems 223.0210 Vault Maintenance and Inspection 

4 Safety Systems 223.0215 Valve Inspection and Mairiten , nce - Transmission 

4 Safety Systems 223.0230 Identification Numbers: fpfPipeline Valves - Transmission 

4 Safety Systems 223.0233 Transmission Line::.l.den6f *cation and Records 

4 Safety Systems 223.0240 Compressor Stat 
- 
f  , i..)n Emergency Shutdown Systems 

4 Safety Systems 223.0250 Compress9r:St tion Equipment - Isolation and Purging for Maintenance or Alterations 

4 Safety Systems 223.0255 Testing:-drid IVaintaining Compressor Station Emergency Shutdown Systems 

4 Safety Systems 223.0265 Identif ipt igh Numbers for Station Valves 

4 Safety Systems 223.0275 aiji Rp p6procating Gas Compressor Unit Operation - Transmission and Storage Operations 

4 Safety Systems 223.0280 Main in Reciprocating Gas Compressor Maintenance - Transmission and Storage Operations 

4 Safety Systems 223.0315 Operation and Maintenance of Generator Units - Transmission and Storage Operations 

4 Safety Systems 223.0325 Main Centrifugal Gas Compressor Unit Operation 

4 Safety Systems 223.0330 Main Centrifugal Gas Compressor Unit Maintenance 

4 Safety Systems 223.0340 Pressure Control Qualification - Transmission 

4 Safety Systems 223.0345 Pressure Relief/Pressure Limiting Devices, Testing/Inspection 

4 Safety Systems 223.0375 MAXIMO - Transmission and Storage Operations 

4 Safety Systems 223.0400 Gas Detectors in Compressor Stations 
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4 Safety Systems 223.0410 Requirements for Designing Pipelines to Accommodate Smart Pigs 

4 Safety Systems 223.0415 Pipeline and Related Definitions 	1j 
4 Safety Systems 3084 Corrosion Tests General Data Sheq e 10  

4 Safety Systems 3222 Design Data Sheet (DDS) 

4 Safety Systems 3506 Notice of Shutdown / Operatif6k 	Deviation  

4 Safety Systems 3689 System Qualification RecprdoY 

4 Safety Systems 4090 100mV Polarization FQt 
. 
rn...: 

4 Safety Systems 4091 Wax Casing Data Cpflpe ion Form 

4 Safety Systems 5153 Pipeline Location: .Information 

4 Safety Systems 5330 Operating ,ah 	aintenance Order (OMO):  

4 Safety Systems 677-1 Pipelint ndition and Maintenance Report 

4 Safety Systems 76-72 Oclora f-; 5050TBM/THT 

4 Safety Systems 76-73 Thioph.ahe Odorant 

4 Safety Systems ACIF t. sqssment Completion Form 

4 Safety Systems CRMPI Control Room Management Plan 

4 Safety Systems CRMP6 Gas Control Management of Change 

4 Safety Systems F17-1 Annual Performance Measures 

4 Safety Systems F4-1 Threat Evaluation Form 

4 Safety Systems F8-1 Baseline Assessment Plan Revisions Log 

4 Safety Systems TIMP.0 Table of Contents 

4 Safety Systems TIMPA Introduction 

4 Safety Systems TIMP.10 Remediation 

Copyright C2012, 2014-2015 Southern California Gas Company. All rights reserved. 	 Page 14 of 74 

AC-BLD-0009859 



Cn 
0 
0 

CO) 
L 
401h 

O 
0 
a) w 

Southern 
calhnnia 
Gas Company 
	

NATURAL GAS SYSTEM 

A(  ,A)Sempra Energy usity 
	OPERATOR SAFETY PLAN 

I APPENDIX — SAFETY POLICY DOCUMENTS 	 I 
SoCALGAs: APPENDIX.A 

Chapter 

Number 

Chapter Title Policy Policy Title 

4 Safety Systems TIMPAI Minimizing Environmental and Safety Risks 

4 Safety Systems TIMP.12 Preventive and Mitigative Measures 

4 Safety Systems TIMP.13 Continual Evaluation 

4 Safety Systems TIMP.14 Management of Change 

4 Safety Systems TIMP.15 Quality Assurance Plan 

4 Safety Systems TIMP.16 Record Keeping 

4 Safety Systems TIMP.17 Performance Plan 

4 Safety Systems TIMP.19 Communications  ,P.M L-L' 
-~ 

4 Safety Systems TIMP.20 Regulatory Interaction 

4 Safety Systems TIMP.3 HCA lclentifitbtjon 

4 Safety Systems TIMP.4 Data G#kerihg and integration 

4 Safety Systems TIMP.5 Threjt,.an 	,Ri:sk Assessment 

4 Safety Systems TIMP.8 13.0 	1 n e 	ssessment Plan 

4 Safety Systems TIMP.9 Integrity Assessments 

4 Safety Systems TIMP.A Terms, Definitions and Acronyms 

4 Safety Systems DIMP1 Introduction 

4 Safety Systems DIMP2 System Knowledge 

4 Safety Systems DIMP3 Threat Identification 

4 Safety Systems DIMP4 Evaluate and Rank Risk 

4 Safety Systems DIMP5 Identify and Implement Measures to Address Risk 

4 Safety Systems DIMP6 Measure Performance, Monitor Results and Evaluate Effectiveness 

4 Safety Systems DIMP8 Periodic Evaluation and Improvement 
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NATURAL GAS SYSTEM 

A(  ,A)Sempra Energy usity 
	OPERATOR SAFETY PLAN 

I APPENDIX — SAFETY POLICY DOCUMENTS 	 I 
SoCALGAs: APPENDIX.A 

Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 100.0152 Self Audit Requirements - Gas Measurement (Distribution, Transmission & Storage) 

Regulations 

6 State and Federal 104.0220 Hydrostatic Test Water Managers 

Regulations 

6 State and Federal 104.06 Respiratory Protection Progr&h, 

Regulations 

6 State and Federal 140.04 Condition/Location of*etgr Installations and Report of Inaccessible/Removed Meters 

Regulations 

6 State and Federal 142.0065 Meter Set - Meter Tdrn-On 

Regulations 

6 State and Federal 142.0075 Closing 	s - Methods and Procedures ,.,r~~  

Regulations 

6 State and Federal 142.01 0A, 	pletion Schedule 
Regulations 

6 State and Federal 142.02 Leg Investigation - Customer Service 

Regulations 

6 State and Federal 142.0275 Back Flow Protection - Regulators and Check Valves 

Regulations 

6 State and Federal 142.5660 Purging Gas Meters and Customer Houselines 

Regulations 
I 

6 State and Federal 166.0015 Fire Prevention and Protection - Transmission and Storage 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 166.0025 Prevention of Accidental Ignition of Natural Gas 

Regulations 

6 State and Federal 166.0076 Working in Flammable Atmospherpq~ 

Regulations 

6 State and Federal 167.0100 Operator Qualification Progr9M, 

Regulations 

6 State and Federal 167.0200 Data Gathering and Intro ion 

Regulations ro  

6 State and Federal 167.0211 Bellhole lnspecti6n.:Requirements 

Regulations 

6 State and Federal 167.0212 Casing Vx I I 
Regulations 

6 State and Federal 167.0229 It 	rrosion Management Plan ,Ite'r..  
Regulations 

I.0 

6 State and Federal 167.0230 ln&rnal Corrosion Design and Construction Considerations 

Regulations 

6 State and Federal 167.0235 Immediate Repair Conditions - Transmission Pipelines 

Regulations 

6 State and Federal 180.0005 Steel Pipe - Selection Requirements 

Regulations 

6 State and Federal 180.0010 Steel Butt-Weld Fittings - Selection Guide 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 180.0015 Wedding Bands, Reinforcing Sleeves and Canopies - Selection Guide 

Regulations 

6 State and Federal 180.0020 Flanges - Selection, Torque and lns~oation Requirements 

Regulations 

6 State and Federal 180.0030 Branch Connection, Steel - Selktqion Guide 

Regulations 

6 State and Federal 180.0035 Leak Repair Clamps an",49ves - Selection Guide 

Regulations 

6 State and Federal 180.0050 Control Piping 

Regulations 

6 State and Federal 180.0085 Valve U. 	nd Selection Guide 
Regulations 

6 State and Federal 180.0100 P. &a.6ii 	ed Vaults - Design and Selection Guide 

Regulations 

6 State and Federal 182.0010 13446est for Pipeline Design Assistance 

Regulations 

6 State and Federal 182.0020 Electrical Facilities in Hazardous Areas 

Regulations 

6 State and Federal 182.0040 Changing Maximum Allowable Operating Pressure and Maximum Operating Pressure 

Regulations 

6 State and Federal 182.0050 MAOP Evaluation of Corroded Pipe 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 182.0055 Identification of Steel Pipe and Butt Weld Fittings 

Regulations 

6 State and Federal 182.0070 Angles and Bends in Steel Piping 

Regulations 

6 State and Federal 182.0080 Casing Assemblies - Steel CajVtr,,Pipe 

Regulations 

6 State and Federal 182.0087 Inspection of Pipeling,0109-'suspension Bridges 

Regulations 
---- ------ ----------- 

6 State and Federal 182.0090 Designs for Pipelines in Bridges 

Regulations 

6 State and Federal 182.0093 Wear Pitl Bands for Steel Gas Piping 

Regulations 

6 State and Federal 182.0130 SO I.: S 4 !Oc'e Design 61-1000 PSIG 

Regulations .&  
, 

6 State and Federal 182.0140 Pdy"ethylene Plastic Pipe - General Application Requirements 

Regulations 

6 State and Federal 182.0148 Casing Assemblies - Plastic Carrier Pipe 

Regulations 

6 State and Federal 182.0150 Polyethylene (PE) Service Selection Guide 

Regulations 

6 State and Federal 182.0160 Purging Pipelines and Components 

Regulations 

Copyright C2012, 2014-2015 Southern California Gas Company. All rights reserved. 	 Page 23 of 74 



Cn 
0 
0 

CO) 

L 
401h 

O 
0 

4 
00 

Southern 
calhnnia 
Gas Company 
	

NATURAL GAS SYSTEM 

A( 
 ,A)Sempra Energy usity 	OPERATOR SAFETY PLAN 

I APPENDIX - SAFETY POLICY DOCUMENTS 	 I  SoCALGAs: APPENDIX.A 

Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 182.0162 Purging and Locking Service Risers 

Regulations 

6 State and Federal 182.0165 Tap Requirements 

Regulations 

6 State and Federal 182.0170 Strength Testing - Pipelines 	facilities 

Regulations 

6 State and Federal 182.0185 Pressure Term i nol ogy,'-#&tfsta bl ish ment of Pressure Levels for Piping 

Regulations 

6 State and Federal 182.0190 Location Class mmDetermination and Changes 

Regulations 

6 State and Federal 182.0200 Design . 	trs for Steel Piping Systems 

Regulations eR  

6 State and Federal 183.0001 Eerge¢Py Planning - Government 

Regulations 

6 State and Federal 183.0015 FiA Services Emergency Plans 

Regulations 

6 State and Federal 183.0017 Emergency Exercise 

Regulations 

6 State and Federal 183.0030 Contact with Fire and Police Departments and Public Agencies 

Regulations 

6 State and Federal 183.0040 Natural Disaster or Major Emergency - Employee Instructions 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 183.0075 Off-Hour Management Coverage - Headquarters and Region Operations 

Regulations 

6 State and Federal 183.01 Shutdown Procedures and lsolatioq;,,*ea Establishment for Distribution Pipeline Facilities 

Regulations 

6 State and Federal 183.0105 Incident Command System Od 	or Emergency Incidents 
A1 14 

Regulations 

6 State and Federal 183.0110 Field Procedure - EmerAIA  Incidents Transmission 

Regulations - ----------- 
6 State and Federal 183.0120 Emergency Outage:.:Proceclure 

Regulations 

6 State and Federal 183.0130 Materi 	upplies for Emergency Situations 

Regulations eR),  

6 State and Federal 183.0160 P46 s 
. 
S.6 

 .. 
g  

.. 
PE,enter 'p 

Regulations 

6 State and Federal 183.0165 En~e'_rgency Incident Reporting 

Regulations 

6 State and Federal 183.03 Field Guidelines - Emergency Incident Distribution 	Customer Service 

Regulations 

6 State and Federal 183.05 Reports to the Message Center 

Regulations 

6 State and Federal 183.06 Region Reports of Safety-Related Pipeline Conditions 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 183.08 Pipeline Safety Reports to CPLJC and DOT 

Regulations 

6 State and Federal 184.0014 New Business Project Package RoUN, 

Regulations 

6 State and Federal 184.0031 Pressure Monitoring of DistrJbXqpn Systems 

Regulations 

6 State and Federal 184.0035 Regulator Station De 	aWd Planning 

Regulations 

6 State and Federal 184.0050 General Construaioh Requirements for Distribution Mains 

Regulations 

6 State and Federal 184.0055 Hand B40OO 	nd Compaction Method 

Regulations 
4n- 

6 State and Federal 184.0060 G nqr~ 	nstruction Requirements for Distribution Service Lines 

Regulations 
CIO 

6 State and Federal 184.0075 Evaluation and Disposition of Inactive Services 

Regulations 

6 State and Federal 184.0080 Abandonment of Gas Services and Gas Light Tap Assemblies 

Regulations 

6 State and Federal 184.0085 Abandonment or Inactivation of Gas Distribution Pipelines 

Regulations 

6 State and Federal 184.0090 Valve Selection and Installation - Services 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 184.0095 Polyethylene (PE) Pipe and Fittings - General Installation Requirements 

Regulations 

6 State and Federal 184.0105 Inserting PE Pipe - Main 	 c~ 

Regulations 

6 State and Federal 184.011 Notification of Excavation agdT nstruction Activities - Assembly Bill Number 1937/ PUC Code 

Regulations 955.5 

6 State and Federal 184.0110 Inserting PE Pipe - Se 	iser Adapter 

Regulations 

6 State and Federal 184.0125 Locating Wire 	46stallation 

Regulations 

6 State and Federal 184.0150 LeakTe1f Distribution Piping 

Regulations 

6 State and Federal 184.0170 Tl(- np: 	Construction Methods 

Regulations 

6 State and Federal 184.0200 Ur4erground Service Alert and Temporary Marking 

Regulations 

6 State and Federal 184.0235 Polyethylene (PE) Pipe Repair 

Regulations 

6 State and Federal 184.0275 Inspection Schedule - Regulator Station, Power Generating Plant Regulation Equipment 

Regulations Requirements 

6 State and Federal 184.03 Replacement Criteria for Distribution Mains and Services 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 184.0355 Pressure Control Machines - 2" Through 12" 

Regulations 

6 State and Federal 184.0360 Pressure Control - Fittings 2" and 4p1&er Pressure Limitations and Related Equipment 

Regulations 

6 State and Federal 184.0366 Pressure Control: Drilling CiRdft'Rons  For DH-S Drilling Machine 

Regulations 

6 State and Federal 184.0370 *erations For D-S Drilling Machine Pressure Control: Drillin','Q 

Regulations 

6 State and Federal 184.04 Supply Line Identification  and Records 

Regulations 

6 State and Federal 184.0405 Pressur 	
Y 	61 - Stop Bottom Outlet Fittings 

Regulations eR 

6 State and Federal 184.0450 P 	ssufb 	ntrol - Completion Plugs 3/4" - 1-1/2" 

Regulations 

6 State and Federal 184.0455 Pressure Control - Completion Plugs - 2" - 3" - D-S or DH-S 

Regulations 

6 State and Federal 184.0480 Pressure Control - Completion Plugs 

Regulations 

6 State and Federal 184.0575 Pressure Control: Stop Standard 2" Service Tee With D-S Machine 

Regulations 

6 State and Federal 184.0585 Remove 1" Street Ell from a Service Clamp - Install a I" Threaded Both Ends (TBE) Nipple in 

Regulations Clamp 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 184.0585 Remove 1" Street Ell from a Service Clamp - Install a 1" Threaded Both Ends (TBE) Nipple in 

Regulations Clamp 

6 State and Federal 184.0590 Pressure Control Qualification Rec,yAments 

Regulations 

6 State and Federal 184.06 Gas-Handling and Pressure q0*01 

Regulations 

6 State and Federal 184.09 Prevention of Damagp' 7tr-.Ej,~ " & m ,pany Facilities 

Regulations
x. 

 
ro 

- ----------- 
6 State and Federal 184.12 Inspection of Pipelines on Bridges and Spans 

Regulations 

6 State and Federal 184.16 Valve Inert on and Maintenance - Distribution 

Regulations 

6 State and Federal 185.0001 We.'[~. 
 Me. Lp6tions 

Regulations 

6 State and Federal 185.0007 CLA Meter Box Installation 

Regulations 

6 State and Federal 185.0008 Meter Guard - Installation Requirements 

Regulations 

6 State and Federal 185.02 Pressure Regulation - Residential and Commercial 

Regulations 

6 State and Federal 185.0287 Over-Pressure/Under-Pressure Protection - Maintenance, Installation and Settings 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 185.0300 IVISA - Installing, Rebuilding and Inspections 

Regulations 

6 State and Federal 186.0002 Design and Application of Cathodh~,,Wotection 

Regulations 

6 State and Federal 186.0005 Cathodic Protection - Mixed Mi 	System ,qg 

Regulations 

6 State and Federal 186.0015 Condition Assessment .o 
. 
fqWprotected Distribution Steel Piping 

Regulations 

6 State and Federal 186.0035 Criteria for Cathodic'Protection 

Regulations 

6 State and Federal 186.0036 100mv. 	ation Criteria 

Regulations 

6 State and Federal 186.0040 Mf 	i:4041 Anodes for Corrosion Control 

Regulations 

6 State and Federal 186.0070 Ini6lating IVISA's 

Regulations 

6 State and Federal 186.0075 Electrical Test Stations & Bond Assembly 

Regulations 

6 State and Federal 186.0100 Approved Protective Coatings for Below Ground Corrosion Control 

Regulations 

6 State and Federal 186.0102 Field Application of Fusion Bonded Epoxy to Joints and Field Repair of Fusion Bonded Epoxy 

Regulations Coating 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 186.0103 External Surface Preparation and Field Applied Coatings for Buried Pipelines 

Regulations 

6 State and Federal 186.0106 External Surface Prep and Field-App, 	d Coating for Above Ground Pipe Spans 

Regulations 

6 State and Federal 186.0108 External Surface Preparatio94ffi4Shop-Applied Coating for Steel Tanks and Vessels 

Regulations 

6 State and Federal 186.0109 Internal Coating of Tar 	 & Drip Legs 
,
.*k,4'essels, 

Regulations c. 	01, 

6 State and Federal 186.0110 Field Tape Wrapbing Requirements 

Regulations 

6 State and Federal 186.0111 Field A D. ofi,  c 	on of Grease Coating 

Regulations 

6 State and Federal 186.0112 E)e&nn 1. Tdrface Preparation and External Coating for New and Refurbished Storage Tanks and 

Regulations resspre Vessels 

6 State and Federal 186.0116 External Surface Preparation and Field-Applied Coatings for New and Old Steel in a Marine 

Regulations Environment 

6 State and Federal 186.0117 External Surface Preparation and Shop-Applied Coating for High Corrosion Service Areas 

Regulations 

6 State and Federal 186.0120 Interference - Stray Electrical Current 

Regulations 
I 

6 State and Federal 186.0135 Operation and Maintenance of Cathodic Protection Facilities 

Regulations 

Copyright C2012, 2014-2015 Southern California Gas Company. All rights reserved. 	 Page 31 of 74 

AC—BLD-0009876 



Cn 
0 
0 

CO) 

L 
401h 

O 
0 
00 
a) 

Southern 
calhnnia 
Gas Company 
	

NATURAL GAS SYSTEM 

A( ,A)Sempra Energy usity 	OPERATOR SAFETY PLAN 

I APPENDIX - SAFETY POLICY DOCUMENTS 	 I  SoCALGAs: APPENDIX.A 

Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 186.0170 Record Keeping - Corrosion Control 

Regulations 

6 State and Federal 186.0180 Cathodic Protection Test Orders - M,tffiitoring Isolated Facilities 

Regulations 

6 State and Federal 186.02 Cathodic Protection - Inspec, 	f Exposed Pipe 

Regulations 

6 State and Federal 186.06 Cathodic Protection - 4te ;t9cal Isolation 

Regulations 01 

6 State and Federal 186.07 Hot Line InsulatifigSleeves 

Regulations 

6 State and Federal 186.09 Cathodt 	rAction - Casings 

Regulations 

6 State and Federal 187.0055 GferaI 	Iding Requirements 

Regulations 

6 State and Federal 187.0056 Mm ing Field Guide 

Regulations 

6 State and Federal 187.0120 Fusing Socket Connections - Polyethylene (PE) Pipe 

Regulations 

6 State and Federal 187.0138 PE Saddle Fusions 

Regulations 

6 State and Federal 187.0139 PE Fusion Card 

Regulations 
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 SoCALGAs: APPENDIX.A 

Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 187.0145 Polyethylene Valve Installation 

Regulations 

6 State and Federal 187.0146 Excess Flow Valve (EFV) - Installatip.And Operation 

Regulations 

6 State and Federal 187.0155 Butt Fusing 2", 3" and 4" PE 	(M a nMe 	ual Machines) ,, 

Regulations 

6 State and Federal 187.0158 4", 6" and 8" PolyethyjAOE)  Butt Fusion (Hydraulic Machines) 

Regulations x. ----------- 
6 State and Federal 187.0175 Inspection and T6stihg of Welds on Company Steel Piping 

Regulations 

6 State and Federal 187.0180 Qualiffi;qVio' 	nd Re-Qualification of Welders 

Regulations 

6 State and Federal 187.0181 C 	lific 	n of Personnel - Polyethylene Pipe Joiners ,kj 

Regulations 

6 State and Federal 187.0200 116i4ographic Examination API 1104 

Regulations 

6 State and Federal 187.0210 Service-To-Main Connection (SIVIC) 

Regulations 

6 State and Federal 188.0001 Standard Specification for Natural and Substitute Fuel Gases 

Regulations 

6 State and Federal 189.0001 Oclorization 

Regulations 
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6 State and Federal 189.0010 Supplemental Oclorization of Gas at Border Stations 

Regulations 

6 State and Federal 190 Operator Qualification Task Changf,,;,,6mmunication 

Regulations 

6 State and Federal 191.0020 Inspection of Construction Fjidd. ,yVork 

Regulations 

6 State and Federal 191.0025 Scoring of ConstructioWWxWk Inspected 

Regulations - ro 
 

----------- 

6 State and Federal 191.01 Investigation of Accidents and Pipeline Failures 

Regulations 

6 State and Federal 192.0020 Preparrt 	Completion Sketch 

Regulations 

6 State and Federal 203.005 S. 	U : 	uidelines - Distribution 

Regulations 

6 State and Federal 203.007 Pipeline Patrol and Unstable Earth Self Audit 

Regulations 

6 State and Federal 203.008 Pipelines on Bridges and Spans Self-Audit 

Regulations 

6 State and Federal 203.016 Leak Survey Self-Audit 

Regulations 

6 State and Federal 203.017 Valve Inspections and Maintenance Self-Audit 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 223.0002 Minimum Trench Requirements for Transmission Pipelines 

Regulations 

6 State and Federal 223.0003 General Construction Requiremen4z'O'keel Transmission System 

Regulations 

6 State and Federal 223.0030 Investigation of Failures on PiftrA bution and Transmission Pipeline Facilities 

Regulations 

6 State and Federal 223.0031 Abnormal Cperation~,4r*smission 

Regulations 
----------- 

6 State and Federal 223.0065 Pipeline Patrol atid:..Unstable Earth Inspections 

Regulations 

6 State and Federal 223.0075 Pipelinp.,M. 	ers 

Regulations 

6 State and Federal 223.0095 E 	ern 	d Internal Transmission Pipeline Inspection 

Regulations 
CIO  

6 State and Federal 223.0100 Le~&age Surveys 

Regulations 

6 State and Federal 223.0125 Leakage Classification and Mitigation Schedules 

Regulations 

6 State and Federal 223.0125 Leakage Classification and Mitigation Schedules 

Regulations 

6 State and Federal 223.0130 Abandonment, Conversion and Reinstatement of Transmission Pipelines 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 223.0140 Excavating, Shoring and Sloping 

Regulations 

6 State and Federal 223.0145 Planning Shutdowns for Transmiss~ancl Storage 

Regulations 

6 State and Federal 223.0155 Planning Pipeline Blowdowqe' 

Regulations 

6 State and Federal 223.0180 Repair of Defects in St!451, 	ensure Piping 

Regulations - - - ----------- 
6 State and Federal 223.0195 Repair on Operating Pipelines Using a Welded Steel Patch 

Regulations 

6 State and Federal 223.0210 Vault Mak t 	ance and Inspection 

Regulations 

6 State and Federal 223.0215 V 	
ction and Maintenance - Transmission 4  

Regulations 

6 State and Federal 223.0230 Identification Numbers for Pipeline Valves - Transmission 
Regulations 

6 State and Federal 223.0240 Compressor Station Emergency Shutdown Systems 

Regulations 

6 State and Federal 223.0250 Compressor Station Equipment - Isolation and Purging for Maintenance or Alterations 
Regulations 

6 State and Federal 223.0255 Testing and Maintaining Compressor Station Emergency Shutdown Systems 

Regulations 
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Number 

6 State and Federal 223.0275 Main Reciprocating Gas Compressor Unit Operation - Transmission and Storage Operations 

Regulations 

6 State and Federal 223.0280 Main Reciprocating Gas Compresspoaintenance - Transmission and Storage Operations 

Regulations 

6 State and Federal 223.0315 Operation and Maintenance Of'qenerator Units - Transmission and Storage Operations 

Regulations 

6 State and Federal 223.0325 Main Centrifugal Gas q-&,,~essor Unit Operation V 
Regulations x.  

r" 

6 State and Federal 223.0330 Main Centrifugal'G.as Compressor Unit Maintenance 

Regulations 

6 State and Federal 223.0340 Pressur. 	rol Qualification - Transmission 

Regulations 

6 State and Federal 223.0345 40, 
. 
~~u 

... 
r 

 .. 
f~Relief/Pressure Limiting Devices, Testing/Inspection 

Regulations 

6 State and Federal 223.0400 Ggsbetectors in Compressor Stations 

Regulations 

6 State and Federal 223.0410 Requirements for Designing Pipelines to Accommodate Smart Pigs 

Regulations 

6 State and Federal 223.0415 Pipeline and Related Definitions 

Regulations 

6 State and Federal 3222 Design Data Sheet (DDS) 

Regulations 
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Chapter Chapter Title Policy Policy Title 

Number 

6 State and Federal 3506 Notice of Shutdown / Operational Deviation 

Regulations 

6 State and Federal CRMPI Control Room Management Plan 

Regulations 

6 State and Federal CRMP6 Gas Control Management 	,,OWge 

Regulations 

6 State and Federal TIMP.17 Performance Plan 

Regulations 

7 Continuing 100.0152 Self Audit Requirements - Gas Measurement 

Operations 

7 Continuing 104.0087 Crude Qt1 amination by PCB 

Operations eR. 

7 Continuing 104.0095 H 	r0i 	ulfide Lead Acetate Tape Analyzer Maintenance yd 
Operations 

CIO  

7 Continuing 104.0150 Pr6position 65 Compliance 

Operations 

7 Continuing 104.0210 Industrial Waste Discharge to Sanitary Sewer 

Operations 

7 Continuing 104.0220 Hydrostatic Test Water Management 

Operations 
I 

7 Continuing 104.06 Respiratory Protection Program 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 106.0063 Fire Extinguishing Equipment 

Operations 

7 Continuing 142.0060 Service Policy 	 c~ 

Operations 

7 Continuing 142.0275 Back Flow Protection - Regulift 	and Check Valves 

Operations 

7 Continuing 142.1189 Premise Access 

Operations 

7 Continuing PA-1 Public Awarenes s Program 

Operations 

7 Continuing 166.0032 Low-Vo. 	(k,  lectrical Safety Program 

Operations 

7 Continuing 166.0055 Con[:Mc~,dr Safety Observation Areas 

Operations 

7 Continuing 166.09 1-14it Illness Prevention for Outdoor Work 

Operations 

7 Continuing 167.0100 Operator Qualification Program 

Operations 

7 Continuing 167.0200 Data Gathering and Integration 

Operations 

7 Continuing 167.0212 Casing Wax Fill 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 167.0214 Preventive and Mitigative Measures 

Operations 

7 Continuing 167.0215 Continual Evaluation 	 c~ 

Operations 

7 Continuing 167.0230 Internal Corrosion Design aqWCRnstruction Considerations 

Operations 

7 Continuing 167.0260 Fiber Optic Cable ins,a. 	h for Pipeline Monitoring 

Operations -o  

7 Continuing 167.04 Contractor Safety Program 

Operations 

7 Continuing 180.0005 Steel P* 	lection Requirements 

Operations eR)' 

7 Continuing 180.0010 S. 110e1.::BLOPWelcl Fittings - Selection Guide 

Operations 

7 Continuing 180.0015 Widding Bands, Reinforcing Sleeves and Canopies - Selection Guide 

Operations 

7 Continuing 180.0020 Flanges - Selection, Torque and Installation Requirements 

Operations 

7 Continuing 180.0030 Branch Connection, Steel - Selection Guide 

Operations 

7 Continuing 180.0040 Pressure Control Fittings - Selection Guide 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 180.0050 Control Piping 

Operations 

7 Continuing 180.0085 Valve Usage and Selection Guide 

Operations 

7 Continuing 180.0090 Valve Casing Assembly - SelqCE_,,,  Guide 

Operations 

7 Continuing 180.0100 Prefabricated Vaults -,.pe fn and Selection Guide 

Operations "p 
- - -------- -- 	-- 

7 Continuing 182.0010 Request for Pipe 
. 
I  
. 
Ine Design Assistance 

Operations 

7 Continuing 182.0020 Electric. 	ities in Hazardous Areas 

Operations 

7 Continuing 182.0040 CO3a,r)gi:*W' aximurn Allowable Operating Pressure and MOP 

Operations 

7 Continuing 182.005 Service Pipe and Excess Flow Valve Sizing 

Operations 

7 Continuing 182.0055 Identification of Steel Pipe and Butt Weld Fittings 

Operations 

7 Continuing 182.0070 Angles and Bends in Steel Piping 

Operations 

7 Continuing 182.0080 Casing Assemblies - Steel Carrier Pipe 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 182.0085 Pipe End Closures 

Operations 

7 Continuing 182.0090 Designs for Pipelines in Bridges 	c~ 

Operations 

7 Continuing 182.0093 Wear Pads and Bands for St9d', S Piping 

Operations 

7 Continuing 182.0125 Steel Service Design 	#a g or less 

Operations 

7 Continuing 182.0130 Steel Service Design 61-1000 PSIG 

Operations 

7 Continuing 182.0140 Polyetrt 	lastic Pipe - General Application Requirements 

Operations 

7 Continuing 182.0148 C 	i r ~jg 	lemblies - Plastic Carrier Pipe 

Operations 

7 Continuing 182.0150 Pdy~-ethylene (PE) Service Selection Guide 

Operations 

7 Continuing 182.0165 Tap Requirements 

Operations 

7 Continuing 182.0170 Strength Testing - Pipelines and Facilities 

Operations 

7 Continuing 182.0185 Pressure Terminology and Establishment of Pressure Levels for Piping 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 182.0190 Location Class - Determination and Changes 

Operations 

7 Continuing 182.0200 Design Factors for Steel Piping Sys*S 

Operations 

7 Continuing 183.0015 Field Services Emergency Plat 

Operations 

7 Continuing 183.01 Shutdown Procedurep,460olation Area Establishment for Distribution Pipeline Facilities 
Operations x. ----------- 

7 Continuing 183.0110 Field Procedure: 	Emergency Incidents Transmission 
Operations 

7 Continuing 183.0160 Messae. 	h er 

Operations 

7 Continuing 183.06 R 	iron (ports of Safety-Related Pipeline Conditions 

Operations 

7 Continuing 183.07 Pipeline Incident Reports to CPUC and PHMSA; National Transportation Safety Board (NTSB) 

Operations Accident Investigation 

7 Continuing 183.08 Pipeline Safety Reports to CPUC and DOT 

Operations 

7 Continuing 184.0035 Regulator Station Design and Planning 

Operations 

7 Continuing 184.0050 General Construction Requirements for Distribution Mains 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 184.0055 Hand Backfill and Compaction Method 

Operations 

7 Continuing 184.0060 General Construction Requiremen~sAr Distribution Service Lines 

Operations 

7 Continuing 184.0090 Valve Selection and lnstallatjdh ,Services 

Operations 

7 Continuing 184.0095 Polyethylene (PE) Pipe-ir50ittings - General Installation Requirements 

Operations 

7 Continuing 184.0105 Inserting PE Pipe:-- Main 

Operations 

7 Continuing 184.0110 Inserti 	pe - Service Riser Adapter 

Operations 

7 Continuing 184.0125 , Let 0;:in 	ire - Installation 

Operations 
1'4~ 

7 Continuing 184.0150 Le~c Testing of Distribution Piping 

Operations 

7 Continuing 184.0170 Trenchless Construction Methods 

Operations 

7 Continuing 184.0235 Polyethylene (PE) Pipe Repair 

Operations 

7 Continuing 184.0240 PE Tapping Tee and Service Saddle Repair 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 184.09 Prevention of Damage to Company Facilities 

Operations 

7 Continuing 184.12 Inspection of Pipelines on Bridges 	Spans 

Operations 

7 Continuing 184.17 Temporary LNG Facility 

Operations 

7 Continuing 185.0001 Meter Locations 

Operations x. 
7 Continuing 185.0005 Curb Meter Box.. Installation Requirements 

Operations 

7 Continuing 185.0007 Curb Mtrbx Installation 

Operations 

7 Continuing 185.0008 Me [
7 

 :4~1 rd - Installation Requirements 

Operations 

7 Continuing 185.0010 MSA Standard Designs and Selection Chart 

Operations 

7 Continuing 185.02 Pressure Regulation - Residential and Commercial 

Operations 

7 Continuing 185.0287 Over-Pressure/Under-Pressure Protection - Maintenance, Installation and Settings 

Operations 

7 Continuing 185.0300 MSA - Installing, Rebuilding and Inspections 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 185.0560 Pressure Regulation Overpressure Protection 

Operations 

7 Continuing 186.0002 Design and Application of Cathodic.,
,
Wotection 

Operations 

7 Continuing 186.0035 Criteria for Cathodic Protectjdh 

Operations 

7 Continuing 186.0036 100mV Polarization Qj" 
Operations ro 

 

7 Continuing 186.0040 Magnesium Anodes for Corrosion Control 
Operations 

7 Continuing 186.0075 Electriq 	tations & Bond Assembly 
Operations 

7 Continuing 186.0090 C,&-rosiq, tontrol of Underground Hazardous Substance Storage Tanks 

Operations 

7 Continuing 186.0103 Exi&rnal Surface Preparation and Field Applied Coatings for Buried Pipelines 

Operations 

7 Continuing 186.0135 Operation and Maintenance of Cathodic Protection Facilities 

Operations 

7 Continuing 186.0170 Record Keeping - Corrosion Control 

Operations 

7 Continuing 186.0190 Induced High Voltage Alternating Current (HVAC) on Pipelines 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 186.09 Cathodic Protection - Casings 

Operations 

7 Continuing 187.0050 Cutting Into Gas Mains, IVISAs andAbandoned Substructures 

Operations 

7 Continuing 187.0055 General Welding Requiremeifft, 

Operations 

7 Continuing 187.0056 Welding Field Guide 	-P~ 

Operations 
----------- 

7 Continuing 187.0115 Fusion Requirements for Polyethylene Pipe 

Operations 

7 Continuing 187.0120 FusingConnections - Polyethylene (PE) Pipe 

Operations 

7 Continuing 187.0125 E*-t, 	on Process -General Instructions 

Operations 

7 Continuing 187.0138 P ~~addleFusions 

Operations 

7 Continuing 187.0139 PE Fusion Card 

Operations 

7 Continuing 187.0145 Polyethylene Valve Installation 

Operations 

7 Continuing 187.0146 Excess Flow Valve (EFV) - Installation and Operation 

Operations 
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7 Continuing 187.0155 Butt Fusing 2", 3" and 4" PE Pipe (Manual Machines) 

Operations 

7 Continuing 187.0158 4", 6" and 8" Polyethylene (PE) Butt-,,06sion (Hydraulic Machines) 

Operations 

7 Continuing 187.0175 Inspection and Testing of W044n Company Steel Piping 

Operations 

7 Continuing 187.0180 Qualification and Re-Q406cation of Welders 
Operations x. ----------- 

7 Continuing 187.0181 Qualification of Personnel - Polyethylene Pipe Joiners 
Operations 

7 Continuing 187.0200 Radiogr.i 	xamination API 1104 
Operations 

7 Continuing 187.0210 11VvV,e-;Fb--Main Connection (SMC) 

Operations 

7 Continuing 189.01 04&67ation - Roles and Responsibilities 

Operations 

7 Continuing 191.0020 Inspection of Construction Field Work 

Operations 

7 Continuing 191.0025 Scoring of Construction Work Inspected 

Operations 

7 Continuing 191.01 Investigation of Accidents and Pipeline Failures 

Operations 
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Number 

7 Continuing 191.0210 Qualification of New Construction Contractors 

Operations 

7 Continuing 192.0025 Map Maintenance Requirements fpfAigh Pressure Gas Lines 

Operations 

7 Continuing 192.0030 gnents for High Pressure Pipelines Completion Drawing Set ReqWe 

Operations 

7 Continuing 223.0002 Minimum Trench Reck*.-ents for Transmission Pipelines 
Operations ro 

 
----------- 

7 Continuing 223.0003 General Construaioh Requirements - Steel Transmission System 
Operations 

7 Continuing 223.0030 Investioof Failures on Distribution and Transmission Pipeline Facilities 
Operations 

7 Continuing 223.0065 Pipe IV':n:e;,Ly1h 
I 
 trol and Unstable Earth Inspections 

Operations 

7 Continuing 223.0075 Pipeline Markers 

Operations 

7 Continuing 223.0095 External and Internal Transmission Pipeline Inspection 

Operations 

7 Continuing 223.0100 Leakage Surveys 

Operations 

7 Continuing 223.0125 Leakage Classification and Mitigation Schedules 

Operations 
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7 Continuing 223.0130 Abandonment, Conversion and Reinstatement of Transmission Pipelines 

Operations 

7 Continuing 223.0145 Planning Shutdowns for Transmissiolancl Storage 

Operations 

7 Continuing 223.0180 Repair of Defects in Steel Prpg-, e Piping 

Operations 

7 Continuing 223.0215 Valve Inspection a 	nance - Transmission 

Operations 0 
 

0 

7 Continuing 223.0255 Testing and Maintaining Compressor Station Emergency Shutdown Systems 

Operations 

7 Continuing 223.0275 Main R. 	ating Gas Compressor Unit Operation 

Operations eR.  

7 Continuing 223.0280 114011q: Ik4dprocating Gas Compressor Maintenance 

Operations 

7 Continuing 223.0315 00,iiraflon and Maintenance of Generator Units 

Operations 

7 Continuing 223.0345 Pressure Relief/Pressure Limiting Devices, Testing/inspection 

Operations 

7 Continuing 223.0375 MAXIMO - Transmission and Storage Operations 

Operations 

7 Continuing 223.0400 Gas Detectors in Compressor Stations 

Operations 
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7 Continuing 223.0410 Requirements for Designing Pipelines to Accommodate Smart Pigs 

Operations 

7 Continuing 223.0415 Pipeline and Related Definitions 

Operations 

7 Continuing 224.0015 Security and Accounting - Undbrground Storage Field Production Fluids 

Operations 

7 Continuing 224.0030 Well Operations - 

Operations x. ----------- 
7 Continuing 224.02 Operation of Underground Storage Wells 

Operations 

7 Continuing 224.070 Gas Inw 	Monitoring, Verification and Reporting 

Operations 

7 Continuing 3222 DOsigr . i 	a Sheet (DDS 

Operations 
1 
T-3 

7 Continuing 40-00 Pc4y'ethylene Pipe and Tubing 

Operations 

7 Continuing 41-06.1 Pipe - Steel, Grades A25 through X70 

Operations 

7 Continuing 50-15 Pipe Nipples 

Operations 

7 Continuing 52-65 Fittings - Threaded, Malleable Iron, Class 150 and 300 

Operations 
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7 Continuing 52-80 Couplings - Electrofusion, Polyethylene 

Operations 

7 Continuing 52-82 FITTINGS, BUTT TYPE, POLYETHYLEP,~WHEAT FUSION 

Operations 

7 Continuing 52-96 Fittings - Butt Weld Steel 	01  

Operations 

7 Continuing 54-17 Flanges and Flanged FjifVf~e 

Operations 

7 Continuing 54-17.1 Cast Iron Flanges 

Operations 

7 Continuing 56-40 Stop C 

Operations 

7 Continuing 56-70.1 R':" 	;,5frvice, Anodell 	ss 

Operations 

7 Continuing 57-15 CWW-opies, High Pressure 

Operations 

7 Continuing 58-08 Excess Flow Valve Assemblies 

Operations 

7 Continuing 58-10 Valves - Thermoplastic 

Operations 

7 Continuing 58-15.2 Valves; Ball, Steel Floating 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 58-70 Valves - Plug, Lubricated, Positive Shut-Off 

Operations 

7 Continuing 58-82 Valves - Ball, Steel, Trunnion Mouq.08  
Operations 

7 Continuing 58-96.6 Valve - Relief, Large 

Operations 

7 Continuing 70-45 Regulator - Service, Sto-047d Pressure 

Operations r o- 

7 Continuing 70-47 Regulators - High Pressure Spring Loaded 

Operations 

7 Continuing 76-95 Pressur 	Is 

Operations eR)' 

7 Continuing 78-01 Wtef 	iap ragm 

Operations 
1'4~ 

7 Continuing 78-02 Miters - Rotary 

Operations 

7 Continuing lIPP.01 IIPP-Table of Contents 

Operations 

7 Continuing lIPP.02 IIPP-Introduction 

Operations 

7 Continuing lIPP.1 Injury and Illness Prevention Program 

Operations 

Copyright C2012, 2014-2015 Southern California Gas Company. All rights reserved. 	 Page 53 of 74 



6696000 MS OV 

tIL JO 179 aged 
	 -paA-iasaisjRSpjjV -Aurdmoo snf),o!mojTlrD tuoillnoS qOZ-t7[OZ 'ZjOZOjijS!jXdc)Z) 

suoijejado 

saoipuaddV-ddli 2?uinu'IUOD z 

suoijejado 

s@Dipu,gddV-ddil Z*ddll Suinu'IUOD z 

suoijejado 

SUOIj:)V @All:)@JJOD-dd I I 9*ddll 2ulnuiluOD z 

suoijejado 

suol4eoi unw WOD-Odi I S'ddll 2ulnulluOD z 

1.~ suoijejado 

sa!j!j!q!suodsaU aaAo
j 	l-,AA1 t,*ddll SuinuRUOD z 

:4. suoijejado 

sa!I!I!q!suods,glj 	I-ddll Vddll 2uinuiluOD z 

suoijejado 

SPJOZ)aU-ddli Uddll sulnulluOD z 

suoijejado 

S191 	qi 	'6dsaa JOSIAJadnS-ddil Z*ddll 2ulnuquoD z 

suoijejado 

.J!pq!suodsz)a JOSIAJz)dnS-ddil Z'ddll 2ulnuiluoD z 

suoijejado 
o\  	Sz)z)llz)eJd /%4z)JeS 4SZ)8-ddll TT*ddll 2ulnuquoD z 

suoijejado 

SSUIIDDA AIDPS-ddll OT*ddll 2ulnuiluoD z 

jaqwnN 

all!i AD1 10d AoilOd api joldeqD jaldeqD 

~ V*XI(IN:4d(IV :SvollvDos I 	
SINawflao(I Airiod AlaAvs - xi(INaddv 

Kvid AI:14vs HolvUldo 
IVIISAS SV9 rlvufllvk 

/7% 4!1!ln k2.iaujwduijSx v 

Auedwo3 sea 
UPOP.193 
weqpos 

Qo 
0 
T- 
0 
'i 

U) 
m 
0 
M 
L) 
0 
U) 



Cn 
0 
0 

CO) 
L 
401h 

O 
0 
w 

Southern 
calhnnia 
Gas Company 
	

NATURAL GAS SYSTEM 

A(  ,A)Sempra Energy usity 
	OPERATOR SAFETY PLAN 
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SoCALGAs: APPENDIX.A 

Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing IIPP.8 IIPP-Local Safety Plans 

Operations 

7 Continuing OD7 Occupational Health and Safety (01"hizational  Document) 

Operations 

7 Continuing QUALPROG Quality Program Manual for,CWvj ,jer-User Inspection of Air Tanks 

Operations 

7 Continuing 104.071 Draeger PacO  7000 Pers 
- 
oPTI Gas Monitor 

Operations 

7 Continuing 107.0293 RIVILD - Remote: Methane Leak Detector 

Operations 

7 Continuing 107.0296 Sensit GZ~%Aigas Detector and SMART-CAL Equipment Operations and Maintenance 

Operations Pro%.Idupos' 

Q.  

7 Continuing 107.0298 _T-instrument Operation and Maintenance Procedure 

Operations 

7 Continuing 142.0146 Fumigation Close and Back-On Orders 

Operations 

7 Continuing 142.5660 Purging Gas Meters and Customer Houselines 

Operations 

7 Continuing 167.0211 Bellhole Inspection Requirements 

Operations 

7 Continuing 167.0212 Casing Wax Fill 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 167.0229 Internal Corrosion Management Plan 

Operations 

7 Continuing 167.0235 Immediate Repair Conditions - Tra 	ission Pipelines 

Operations 

7 Continuing 167.0247 Aboveground Survey Plan 	01  

Operations 

7 Continuing 167.0248 Alternating Current At- 	at ion Survey 

Operations < 

7 Continuing 167.0249 Close Interval So rveV 

Operations 

7 Continuing 182.0050 MACP 	ion of Corroded Pipe 

Operations 
. 

 eR 

7 Continuing 182.0162 P0 
; 	

Locking Service Risers 

Operations 
114~ -1/1- 

7 Continuing 183.03 FiA Guidelines - Emergency Incident Distribution 	Customer Service 

Operations 

7 Continuing 184.0031 Pressure Monitoring of Distribution Systems 

Operations 

7 Continuing 184.0080 Abandonment of Gas Services and Gas Light Tap Assemblies 

Operations 

7 Continuing 184.0085 Abandonment or Inactivation of Gas Distribution Pipelines 

Operations 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 184.011 Notification of Excavation and Construction Activities - Assembly Bill Number 1937/ PUC Code 

Operations 955.5 

7 Continuing 184.0130 Polyethylene Heater - Tern peraturp,06asu rem ent and Adjustment 

Operations 

7 Continuing 184.0233 Mechanical Tapping Tee Insp6t-' n TP 
Operations 

7 Continuing 184.0335 Steel Pipe Squeezers &"'~WWugh 12" 

Operations '10  

7 Continuing 184.0368 Pressure Contnol - TD Williamson Unit1200 

Operations 

7 Continuing 184.09 Preven.* 	Damage to Company Facilities 

Operations 

7 Continuing 184.16 V. 
	

16 	ction and Maintenance - Distribution 
4  

Operations 

7 Continuing 186.0005 CAhoclic Protection - Mixed Piping System 

Operations 

7 Continuing 186.006 Selection and Installation of Rectifiers and Impressed Current Anodes 

Operations 

7 Continuing 186.0100 Approved Protective Coatings for Below Ground Corrosion Control 

Operations 
I 

7 Continuing 186.0102 Field Application of Fusion Bonded Epoxy to Joints and Field Repair of Fusion Bonded Epoxy 

Operations Coating 
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Chapter Chapter Title Policy Policy Title 

Number 

7 Continuing 186.0104 Surface Preparation and Shop Applied Coating for General Steel (Primer and Topcoat) 

Operations 

7 Continuing 186.0106 External Surface Prep and Field-App, 	d Coating for Above Ground Pipe Spans 

Operations 

7 Continuing 186.0110 Field Tape Wrapping Requirp"ts 

Operations 

7 Continuing 186.0111 Field Application of G(j aka Toating 

Operations • 
'rp 

7 Continuing 186.0116 External Surface Preparation and Field-Applied Coatings for New and Old Steel in a Marine 

Operations Environme
:
n..:.: 

7 Continuing 186.0117 Extern 	'u 	ce Preparation and Shop-Applied Coating for High Corrosion Service Areas I 
Operations eR

. 
 

7 Continuing 186.0120 We'Q& 	e - Stray Electrical Current 

Operations 
1'4~ 

7 Continuing 186.02 CAhoclic Protection - Inspection of Exposed Pipe 

Operations 

7 Continuing 186.06 Cathodic Protection - Electrical Isolation 

Operations 

7 Continuing 187.0126 Magic Box - 2"-4" 

Operations 

7 Continuing 187.0170 Connect Copper Wire To Steel Pipe - Pin Brazing, Thermite Welding and Braze Welding 

Operations Processes 
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Number 

7 Continuing 189.0001 Oclorization 

Operations 

7 Continuing 189.0002 ODORIZATION-YZ NJEX Odorant In* 	ion System Maintenance 

Operations 

7 Continuing 189.005 Operation of Oclorometer an"-,  orator 

Operations 

7 Continuing 189.0056 Odor Conditioning of.10""Ustomer-Owned Pipelines - Size 4 Meter (AC630) and Larger 

Operations 

7 Continuing 223.0104 Optical Methane' Detector Operation and Maintenance 

Operations 

7 Continuing 223.0181 Repair 	cts on Operating Pipelines Using Abandon Nipple 

Operations 

7 Continuing 223.0183 Reiparr 	e ects on an Operating Pipeline by Grinding 

Operations 
114~ 

7 Continuing 223.0190 Repair of Non-Leaking Defects on an Operating Pipeline with a Band or Sleeve 

Operations 

7 Continuing 184.0245 Leak Investigation - Distribution 

Operations 

7 Continuing 184.0443 Pressure Control - 2", 3" and 4" Top Half Fitting 

Operations 

Cn 
0 
0 

CO) 
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401h 
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1.3. 	Policv Document — Safety Plan Matrix 
Pipeline Safety Plan Chapter 

(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 
Title 

4 5 6 7 

01.010-1 Emergency Incidents/Local Instructions X 

01.010-N Emergency Incidents/Local Instructions X 

01.010-OC Emergency Incidents/Local Instructions X 

01.010-P Emergency Incidents/Local Instructions X 

10.010-COM BRP - Dispatch/Arso X 

10.020-COM BRP - Customer Services, Distribution, and Meter 8~Reg ulation X 

100.0152 
Self Audit Requirements - Gas Measurement (Di -ktibution, 
Transmission & Storage) X X X 

104.0001 Environmental Training X 

104.0017 1 Y Pipeline Liquids - Field Handling 	 Q\1 X 

104.0030 Hazardous Waste Shipping X 

104.0040 Hazardous Material Shipping X 

104.0085 ------------------------------------- 
104.0087 

PCB Spill Clean-up and Decontamination ------- -------- -------- -------- -------- — 

	

Crude Oil Contamination,, 	::by,PC13 

	

; 	. — 

— X — ------- ------------------------ ---- 
X 

I04.0095 Hydrogen Sulfide Lead Al p ate Tape Analyzer Maintenance X 

104.0150 Proposition In ce X X 

104.02 Notification Requir#m.ehts for Release/Spill Events X 

104.0210 Industrial Waste Djkharge to Sanitary Sewer X 

I04.0220 Hydrostatic Test Water Management X X 

104.06 Respiratory Protection Program X X X 

104.071 Draeger Paco 7000 Personal Gas Monitor X 

106.0063 Fire Extinguishing Equipment X 

107.0004 Material Evaluation and Implementation X 

107.0293 RIVILD - Remote Methane Leak Detector X 

107.0296 
Sensit G2 Multigas Detector and SMART-CAL Equipment 
Operations and Maintenance Procedures X 

107.0298 GMI GT Instrument Operation and Maintenance Procedure X 

107.0324 

General Operating Instructions for the MetrotechO Model 480E 

Pipe and Cable Locator - "Split Box" X 

140.04 

Condition/Location of Meter Installations and Report of 

Inaccessible/Removed Meters X X 

142.0060 Service Policy X 

142.0065 Meter Set - Meter Turn-On X X 
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Pipeline Safety Plan Chapter 
(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 

142.0075 

Title 

Closing Meters - Methods and Procedures 

4 

X 

5 6 

X 

7 

142.01 Order Completion Schedule X X X 

142.0146 Fumigation Close and Back-On Orders X 

142.02 Leak Investigation - Customer Service X X 

142.0275 Back Flow Protection - Regulators and Check Valves X X 

142.1189 Premise Access X 

142.5660 Purging Gas Meters and Customer Houselines X X X 

151.0010 

Environmental Inspections, Search Warrants, and4nternal 

Notifications 	 C':~ X 

166.0015 Fire Prevention and Protection - Transmissfon-Shcl Storage X X 

166.0025 Prevention of Accidental Ignition of N,#ur. 	as X X X 

166.0032 Low-Voltage Electrical Safety Progr a: X 

166.0055 Contractor Safety Observation Areas.,  
:--~ 	77-- 

X 1 X 1 	1 

166.0076 Working in Flammable Atm9sph.eres X X 

166.09 Heat Illness Prevention fo P,btdoor Work X 

167.0100 Operator Qualificatio:6::.  !?rogram X X X 

167.0125 ye i ne Self-Audit Guidelines.,,..-:::P~ 	I ntegrity  Program X 

167.0200 Data Gathering andinfegration 
... 

X X X X 

167.0203 

167.0204 

Threat Identification 

Risk Assessment of High Consequence Areas 

X 

X 

167.0207 TIMP Risk Algorithm X 

167.0208 Baseline and Reassessment Plan X 

167.0209 External Corrosion Direct Assessment Procedure X 

167.0210 In-Line Inspection Procedure X X 

167.0211 Bellhole Inspection Requirements X X X 

167.0212 Casing Wax Fill X X X 

167.0214 Preventive and Mitigative Measures X X 

167.0215 Continual Evaluation X X 

167.0216 Stress Corrosion Cracking Direct Assessment Procedure X 

167.0218 Pipeline Cleaning Standard X 

167.0220 In-Line Inspection Surveys Standard X 

167.0224 Dry Gas - Internal Corrosion Direct Assessment X 

167.0229 Internal Corrosion Management Plan X 
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Pipeline Safety Plan Chapter 
(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 

167.0230 

Title 

Internal Corrosion Design and Construction Considerations 

4 

X 

5 6 

X 

7 

X 

167.0232 Field Sampling and Analysis of Liquids and Solids/Sludge X 

167.0235 Immediate Repair Conditions - Transmission Pipelines X X X X 

167.0236 Scheduling Remediation X 

167.0240 Assessment of Pipeline Integrity Using Guided Wave UT X 

167.0245 Global Positioning System (GPS) Process 	 w X 

167.0246 GPS Control Survey X 

167.0247 Aboveground Survey Plan ' X X 

167.0248 Alternating Current Attenuation Survey X X 

167.0249 Close Interval Survey X X 

167.0250 Voltage Gradient Survey X 

167.0251 Soil Resistivity Survey 	 ✓ X 

167.0252 Inspection of Cased Pipe X 

167.0260 Fiber Optic Cable Installati9h. 	for Pipeline Monitoring X X 

167.04 Contractor Safety Progrqm.:.'~ X X 

167.30 Lead and Metals inSorface::Coatings: Hazard Compliance Program X 

180.0003 Material Specificatl 	.S::  arid Purchase Descriptions X 

180.0005 Steel Pipe - Selec.i:iop.F equirements X X X 

180.0010 Steel Butt-Weld:  Fiftings - Selection Guide X X X 

180.0015 

Wedding Bands, Reinforcing Sleeves and Canopies - Selection 

Guide X X X 

180.0020 Flanges - Selection, Torque and Installation Requirements X X X 

180.0030 Branch Connection, Steel - Selection Guide X X X 

180.0035 Leak Repair Clamps and Sleeves - Selection Guide X X 

180.0040 Pressure Control Fittings - Selection Guide X X 

180.005 Steel Pipe Yield, Design Properties and Design Pressure Tables X 

180.0050 Control Piping X X 

180.0085 Valve Usage and Selection Guide X X X 

180.0090 Valve Casing Assembly - Selection Guide X 

180.0100 Prefabricated Vaults - Design and Selection Guide X X X 

182.0010 Request for Pipeline Design Assistance X X X 

182.0020 Electrical Facilities in Hazardous Areas X X 

182.0040 Changing Maximum Allowable Operating Pressure and Maximum X X X 
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Pipeline Safety Plan Chapter 
(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 
Title 

Operating Pressure 

4 5 6 7 

182.005 Service Pipe and Excess Flow Valve Sizing X 

182.0050 MAOP Evaluation of Corroded Pipe X X X 

182.0055 Identification of Steel Pipe and Butt Weld Fittings X X X 

182.0060 Service Risers X 

182.0070 Angles and Bends in Steel Piping X X 

182.0080 Casing Assemblies - Steel Carrier Pipe X X X 

182.0085 Pipe End Closures 	 Z X 

182.0087 Inspection of Pipeline Cable-Suspension Brid 	S X X 

182.0090 Designs for Pipelines in Bridges X X X 

182.0093 Wear Pads and Bands for Steel Gas Pip :in 
7  X X X 

182.0125 Steel Service Design - 60 psig or le 	1 'o" ✓ X 

182.0130 Steel Service Design 61-1000 PSIG, X x 
182.0140 Polyethylene Plastic Pipe .,...eneral Application Requirements X X X 

182.0148 Casing Assemblies - Plas.tic..Parrier Pipe X X X 

182.0150 Polyethylene (PE) Setvicja:Selection Guide X X X 

182.0160 Purging Pipeline-,.: )n.d:::::Co,mponents X X 

182.0162 Purging and LbtkJng..,-  ervice Risers sers X X X 

182.0165 Tap Requirements X X X 

182.0170 Strength Testing - Pipelines and Facilities X X X 

182.0185 

Pressure Terminology and Establishment of Pressure Levels for 

Piping X  X  X  
182.0190 Location Class - Determination and Changes X X X 

182.0200 Design Factors for Steel Piping Systems X X X 

183.0001 Emergency Planning - Government X X X 

183.0015 Field Services Emergency Plans X X X X 

183.0017 Emergency Exercise X X X 

183.0030 Contact with Fire and Police Departments and Public Agencies X X X 

183.0035 Emergency Action and Fire Prevention Plan X 

183.0040 Natural Disaster or Major Emergency - Employee Instructions X X X 

183.0075 

Off-Hour Management Coverage - Headquarters and Region 

Operations X X X 

183.01 Shutdown Procedures and Isolation Area Establishment for X X X X 
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Pipeline Safety Plan Chapter 
(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 
Title 

Distribution Pipeline Facilities 

4 5 6 7 

183.0100 Emergency Incident Notifying X X 

183.0105 Incident Command System (ICS) for Emergency Incidents X X X 

183.0110 Field Procedure - Emergency Incidents Transmission X X X X 

183.0120 Emergency Outage Procedure X X X 

183.0130 Materials and Supplies.  for Emergency Situations X X X 

183.0160 Message Center X X X X 

183.0165 Emergency Incident Reporting X X X 

183.03 
Field Guidelines - Emergency Incident Distribt f6n J  Customer 

O ~, 
Service : X X X X 

183.05 Reports to the Message Center X X X 

183.06 Region Reports of Safety-Related Pip6.!i66 Conditions X X X X 

183.07 
Pipeline Incident Reports to CPQC and PHMSA; National 
Transportation Safety Board (NTSIB) Accident Investigation X X X 

183.08 Pipeline Safety Reports t.o<fCP[JC and DOT X X X X 

184.0014 New Business Project::P6ckage Routing X X 

184.0015 for: Mains an Construction Planpings: 	 d Supply Lines X  

184.0016 Main Construct ibm? oj6ct Package Routing X 

184.0025 Services - Repair::9$.  .':::Replace Decisions X 

184.0031 Pressure Monitoring of Distribution Systems X X X 

184.0035 Regulator Station Design and Planning X X 

184.0050 General Construction Requirements for Distribution Mains X X 

184.0055 Hand Backfill and Compaction Method X X 

184.0060 General Construction Requirements for Distribution Service Lines X X X 

184.0075 Evaluation and Disposition of Inactive Services X X 

184.0080 Abandonment of Gas Services and Gas Light Tap Assemblies X X X 

184.0085 Abandonment or Inactivation of Gas Distribution Pipelines X X X 

184.0090 Valve Selection and Installation - Services X X 

184.0095 
Polyethylene (PE) Pipe and Fittings - General Installation 
Requirements X X X 

184.0105 Inserting PE Pipe - Main X X 

184.011 

Notification of Excavation and Construction Activities - Assembly 
Bill Number 1937/ PUC Code 955.5 X X 
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Pipeline Safety Plan Chapter 
(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 

184.0110 

Title 

Inserting PE Pipe - Service Riser Adapter 

4 5 6 

x 

7 

x 

184.0115 Tapping/ Stopping PE Fittings x 

184.0121 Service Riser Integrity Inspection x 

184.0123 Composite Coating Repair for Anodeless Risers x 

184.0124 Coring for Mini Riser Vault (MRV) Installation x 

184.0125 Locating Wire - Installation x x 

184.0130 Polyethylene Heater - Temperature Measurement1pd Adjustment X x 

184.0150 Leak Testing of Distribution Piping x x x 

184.0170 Trenchless Construction Methods x x x 

184.0175 Prevention of Damage to Subsurface Instp.11 t:1.86s x 

184.0200 Underground Service Alert and Temp9:
1 
 r,  a r 	

M 
 arking 'y x x 

184.0215 Annual Report of Leak Repairs on F. :d.,Pral Lands x 

184.0233 Mechanical Tapping Tee inspection: x 

184.0235 Polyethylene (PE) Pipe Repair x x x 

184.0240 PE Tapping Tee and Servlce:.$:  ddle Repair x 

184.0245 Leak Investigation - Pistr1bu, ion x x 

184.0250 Halt Tool - Gas E.rriergency Leak Clamp x 

184.0275 

184.03 

Inspection Schedul:0. Regulator Station, Power Generating Plant 

Regulation 	Equfo: pient Requirements 	 ----- -------- -------- -------- -------- -------- -------- ---- 
Replacement Criteria for Distribution Mains and Services 

--- - x  ---- 
x 

------- -------- ---- -- - x  --- - 
x 

------ ------- 

184.0300 Squeezing and Reopening Mains and Services x 

184.0335 Steel Pipe Squeezers 6" through 12" x x x 

184.0340 Squeezing Polyethylene (PE) Pipe - 1/2" Through 8" x 

184.0355 Pressure Control Machines - 2" Through 12" x x 

184.0360 

Pressure Control - Fittings 2" and Under Pressure Limitations and 

Related Equipment x x 

184.0366 Pressure Control: Drilling Operations For DH-5 Drilling Machine x x 

184.0368 Pressure Control - TI) Williamson Unit1200 x 

184.0370 Pressure Control: Drilling Operations For D-5 Drilling Machine x x 

184.04 Supply Line Identification and Records x x 

184.0405 Pressure Control - Stop Bottom Outlet Fittings x x 

184.0443 Pressure Control - 2", 3" and 4" Top Half Fitting x 

184.0450 Pressure Control - Completion Plugs 3/4" - 1-1/2" X x 
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Pipeline Safety Plan Chapter 
(See 1.3. "List of Policy Documents By Chapter" for the Policy Title) 

Policy 

184.0455 

Title 

Pressure Control - Completion Plugs - 2" - 3" - D-5 or DH-5 

4 	5 	[6 	7 

X 
	

X 
 

184.0480 Pressure Control - Completion Plugs X X 

184.0575 Pressure Control: Stop Standard 2" Service Tee With D-5 Machine X X 

184.0585 

Remove 1" Street Ell from a Service Clamp - Install a 1" Threaded 

Both Ends (TBE) Nipple in Clamp X X 

184.0590 Pressure Control Qualification Requirements X X 

184.06 Gas-Handling and Pressure Control X X 

184.09 Prevention of Damage to Company Facilities 	:r X X X 

184.12 Inspection of Pipelines on Bridges and Spans ,  X X X 

184.16 Valve Inspection and Maintenance - Distrib I U' :' X X X 

184.17 Temporary LNG Facility X X 

185.0001 
7 

Meter Locations X X X 

185.0005 Curb Meter Box - Installation Regiiii'ments X 

185.0007 Curb Meter Box Installation,,, X X 

185.0008 Meter Guard - Installation R&' uirements ---- -------- -------- -------- -------- X X X 

185.0010 MSA Standard Designs 
: 
an:d.:Selection Chart X 

185.02 Pressure Regulation -}::Residential and Commercial .. 	.. 	I%.: X X X 

185.0287 

Over- Pressu re/L) nd6r -; Press,  ire Protection - Maintenance, 

Installation and Sp: tings X X X 

185.0300 MSA - Installing, Rebuilding and Inspections X X X 

185.0474 Control Microsystems SCADAPACK X 

185.0560 Pressure Regulation Overpressure Protection X 

186.0002 Design and Application of Cathodic Protection X X X 

186.0005 Cathodic Protection - Mixed Piping System X X X 

186.0015 Condition Assessment of Unprotected Distribution Steel Piping X X 

186.0035 Criteria for Cathodic Protection X X X 

186.0036 100mV Polarization Criteria X X X 

186.0040 Magnesium Anodes for Corrosion Control X X X 

186.005 Cathodic Protection - Instruments and Testing Equipment X 

186.0052 Copper Sulfate Electrode X 

186.006 

Selection and Installation of Rectifiers and Impressed Current 

Anodes X X 

186.0070 insulating MSA's X X 
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Policy 

186.0075 

Title 

Electrical Test Stations & Bond Assembly 

4 	5 	6 	7 

X 	X 	X 

186.0090 

Corrosion Control of Underground Hazardous Substance Storage 

Tanks X 

186.0100 Approved Protective Coatings for Below Ground Corrosion Control X X X 

186.0102 

Field Application of Fusion Bonded Epoxy to Joints and Field Repair 

of Fusion Bonded Epoxy Coating X X X 

186.0103 

External Surface Preparation and Field Applied Coatin.8s 
. 
for Buried 

Pipelines X X X 

186.0104 

Surface Preparation and Shop Applied Coating 	General Steel 

(Primer and Topcoat) X X 

186.0106 

External Surface Prep and Field-Applied Cpb,~ 	'for Above Ground 

Pipe Spans X X X 

186.0108 

External Surface Preparation and Sliuprjk ppliecl Coating for Steel 

Tanks and Vessels X X 

186.0109 ----- 	- 	- 	- - 	- 	- 	- 	--------------------- 
186.0110 

Internal Coating of Tanks, Vessels & Drip Legs - 	- - 	- 	- 	- 	- --- 	 ----------- 	 ----- -------- -------- -------- --------------------------------------------------------- 
Field Tape Wrapping Requirements 

X 

X 
--------------------- -------------- X 

X 
--------------- 
X 

186.0111 Field Application of Grea:::se.:: Coating X X X 

186.0112 

External Surface Pr 	atibn and External Coating for New and 

Refurbished Storage' Tanks nks and Pressure Vessels X X 

186.0116 

External Su rfa ce:.Pre.oa ration and Field-Applied Coatings for New 

and Old Steel in a Marine Environment X X X 

186.0117 

External Surface Preparation and Shop-Applied Coating for High 

Corrosion Service Areas X X X 

186.0120 Interference - Stray Electrical Current X X X 

186.0135 Operation and Maintenance of Cathodic Protection Facilities X X X 

186.0170 Record Keeping - Corrosion Control X X X 

186.0180 Cathodic Protection Test Orders - Monitoring Isolated Facilities X X 

186.0190 Induced High Voltage Alternating Current (HVAC) on Pipelines X 

186.02 Cathodic Protection - Inspection of Exposed Pipe X X X 

186.06 Cathodic Protection - Electrical Isolation X X X 

186.07 Hot Line Insulating Sleeves X X 

186.09 Cathodic Protection - Casings X X X 

187.00SO 

Cutting Into Gas Mains, MSAs and Abandoned Substructures - 

Safety Precautions X X 

187.0055 General Welding Requirements X X X 
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187.0056 

Title 

Welding Field Guide 

4 	5 	6 	7 

X 	X 	X 

187.0115 Fusion Requirements for Polyethylene Pipe X X 

187.0120 Fusing Socket Connections - Polyethylene (PE) Pipe X X X 

187.0125 Electrofusion Process - General Instructions X X 

187.0126 Magic Box - 2"-4" X X 

187.0138 PE Saddle Fusions X X X 

187.0139 PE Fusion Card`` X X 

187.0140 Transition Fittings  X 

187.0145 Polyethylene Valve Installation 	 `~~ X X 

187.0146 Excess Flow Valve (EFV) - Installation and>O'peAtion X X X 

187.0155 Butt Fusing 2", 3" and 4" PE Pipe (Mantis ].:IVlachineS) X X X 

187.0158 4", 6" and 8" Polyethylene (PE) Butt`Fusion (Hydraulic Machines) X X X 

187.0170 

Connect Copper Wire To Steel..P.ipe 'Pin Brazing, Thermite Welding 

and Braze Welding Processes X 

187.0175 Inspection and Testing of Welds on Company Steel Piping X X X 

187.0180 Qualification and Re..Qualification of Welders X X X 

187.0181 Qualification of Persggn, I° 	Polyethylene Pipe Joiners X X X 

187.0200 Radiographic Ekamination API 1104 X X 

187.0210 

188.0001 

Service-To-Mairi'COnnection (SMC) 

Standard Specification for Natural and Substitute Fuel Gases X 

X 

X 

X 

189.0001 Odorization X X X 

189.0002 ODORIZATION-YZ NJEX Odorant Injection System Maintenance X 

189.0010 Supplemental Odorization of Gas at Border Stations X X 

189.005 Operation of Odorometer and Odorator X 

189.0056 

Odor Conditioning of New Customer-Owned Pipelines - Size 4 

Meter (AC630) and Larger X 

189.01 Odorization - Roles and Responsibilities X 

190 Operator Qualification Task Change Communication X X 

191.0020 Inspection of Construction Field Work X X X 

191.0025 Scoring of Construction Work Inspected X X X 

191.01 Investigation of Accidents and Pipeline Failures X X X X 

191.0210 Qualification of New Construction Contractors X X 

192.0010 Preparation of Construction Sketches X 
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192.0020 

Title 

Preparation of Completion Sketch 

4 	5 	6 	7 

X 

192.0025 Map Maintenance Requirements for High Pressure Gas Lines X X 

192.0030 Completion Drawing Set Requirements for High Pressure Pipelines X X 

192.02 Procedure for HCA Segment Identification X 

1957 Gas Stub Tag X 

203.005 Self Audit Guidelines - Distribution X X 

203.007 Pipeline Patrol and Unstable Earth Self Audit X X 

203.008 Pipelines on Bridges and Spans Self-Audit ' X X 

203.016 Leak Survey Self-Audit X X 

203.017 Valve Inspections and Maintenance Self -461i.fQ` X X 

2110 

Management of Change for Gas Stanc6rq*Related to Integrity 

Management Programs 	 jP X 

2111 Management of Change - Request. &Approval X 

2112 Pipeline Database Update X 

223.0001 
CPUC and PHMSA Notificat I n of Major New and Uprated Pipelines 
and Pressure Test Failqf6s:" f Pipelines with MAOPs=>20% SMYS X X 

223.0002 Minimum 	 irements for Transmission Pipelines X X X 

223.0003 General Constr.Uctioh;  Re uirements - Steel Transmission System X X 

223.0030 
Investigation 6ff iWres on Distribution and Transmission Pipeline 
Facilities X X X 

223.0031 Abnormal Operations - Transmission X X X 

223.0065 

223.0075 

Pipeline Patrol and Unstable Earth Inspections 

Pipeline Markers 

X 

X 

X 

X 

X 

X 

223.0095 External and Internal Transmission Pipeline Inspection X X X 

223.0100 Leakage Surveys X X X 

223.0104 Optical Methane Detector Operation and Maintenance X 

223.0125 Leakage Classification and Mitigation Schedules X X X 

223.0130 
Abandonment, Conversion and Reinstatement of Transmission 

Pipelines X X X 

223.0140 Excavating, Shoring and Sloping X X 

223.0145 Planning Shutdowns for Transmission and Storage X X X X 

223.0155 Planning Pipeline Blowdowns X X 

223.0177 Measurement of Remaining Wall Thickness X 
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223.0180 

Title 

Repair of Defects in Steel Pressure Piping 

4 	5 	6 	7 

X 	X 	X 

223.0181 Repair of Defects on Operating Pipelines Using Abandon Nipple X 

223.0183 Repair of Defects on an Operating Pipeline by Grinding X X 

223.0185 Repair Leak on an Operating Pipeline With Band or Sleeve X 

223.0188 

Epoxy Grouted Non-Leaking Steel Sleeve Repairs - Above and 

Below Ground Piping X 

223.0190 

Repair of Non-Leaking Defects on an Operating Pipeline with a 

Band or Sleeve X X 

223.0195 Repair on Operating Pipelines Using a Welded Steel Patch X X 

223.0210 Vault Maintenance and Inspection 	& X X 

223.0215 Valve Inspection and Maintenance - Trg ision X X X 

223.0230 Identification Numbers for Pipeline Vaaive:s - Transmission X X 

223.0233 Transmission Line Identification and Records X 

223.0240 Compressor Station Emergency Sfiutdown Systems X X 

223.0250 

Compressor Station Equ 
. pr . 

ept -Iso l ation and Purging for 
Maintenance or Alteratio::.ns• X X 

223.0255 

Testing and Maintainin 	!mpressor Station Emergency Shutdown 

Systems X X X 

223.0265 I 

	

I er,; 	or Identification:: 	F. b 	f 	Station Valves X 

223.0275 

Main Reciprocafi hj Gas Compressor Unit Operation - Transmission 

and Storage Operations X X X 

223.0280 

Main Reciprocating Gas Compressor Maintenance - Transmission 

and Storage Operations X X X 

223.0315 

Operation and Maintenance of Generator Units - Transmission and 

Storage Operations X X X 

223.0325 Main Centrifugal Gas Compressor Unit Operation X X 

223.0330 Main Centrifugal Gas Compressor Unit Maintenance X X 

223.0340 Pressure Control Qualification - Transmission X X 

223.0345 Pressure Relief/Pressure Limiting Devices, Testing/inspection X X X 

223.0375 MAXIMO - Transmission and Storage Operations X X 

223.0400 Gas Detectors in Compressor Stations X X X 

223.0410 Requirements for Designing Pipelines to Accommodate Smart Pigs X X X 

223.0415 Pipeline and Related Definitions X X X 

224.0015 Security and Accounting - Underground Storage Field Production X 
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Policy 
Title 

Fluids 

4 	5 	6 	7 

224.0030 Well Operations - Well Kill X 

224.02 Operation of Underground Storage Wells X 

224.070 Gas Inventory - Monitoring, Verification and Reporting X 

3084 Corrosion Tests General Data Sheet X 

3222 Design Data Sheet (DDS) X X X 

3506 Notice of Shutdown / Operational Deviation s X X 

3689 System Qualification Record  X 

40-00 Polyethylene Pipe and Tubing 	 `~~ X 

4090 100mV Polarization Form 	 ,;' X 

4091 Wax Casing Data Collection Form X 

41-06.1 Pipe - Steel, Grades A25 through X7?J g,  ✓ X 

50-15 Pipe Nipples X 

5153 Pipeline Location Informatift 	. • X 

52-65 Fittings -Threaded, Mal:lea le Iron, Class 150 and 300 X 

52-80 Couplings - ElectrofuS•ion;'P,plyethylene X 

52-82 FITTINGS, BUTT T:Yf'E:.,..0oUETHYLENE HEAT FUSION X 

52-96 Fittings - Butt e.l.dV~.teel X 

5330 Operating and Maintenance Order (OMO) X 

54-17 Flanges and Flanged Fittings X 

54-17.1 Cast Iron Flanges X 

56-40 Stop Cocks X 

56-70.1 Risers - Service, Anodeless X 

57-15 Canopies, High Pressure X 

58-08 Excess Flow Valve Assemblies X 

58-10 Valves - Thermoplastic X 

58-15.2 Valves; Ball, Steel Floating X 

58-70 

58-82 

Valves - Plug, Lubricated, Positive Shut-Off 

Valves - Ball, Steel, Trunnion Mounted 

X 

X 

58-96.6 Valve - Relief, Large X 

677-1 Pipeline Condition and Maintenance Report X 

70-45 Regulator - Service, Standard Pressure X 
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Policy 

70-47 

Title 

Regulators - High Pressure Spring Loaded 

-4 	5 	[6 	7 

x 

76-72 Odorant - 50/50 TBM/THT x 

76-73 Thiophane Odorant x 

76-95 Pressure Vessels x 

78-01 Meters - Diaphragm x 

78-02 Meters - Rotary x 

ACIF Assessment Completion Form s x 

CRMPI Control Room Management Plan x x 

CRMP6 Gas Control Management of Change x x 

DIMPI Introduction x 

DIMP2 System Knowledge x 

DIMP3 Threat Identification 	 ✓ x 

DIMP4 Evaluate and Rank Risk x 

DIMPS Identify and Implement Measures to Address Risk x 

DIMP6 Measure Performance,! '60ifor Results and Evaluate Effectiveness X 

DIMP8 Periodic Evaluation AM [marovement x 

DIMP9 Report Results 	~p x 

DIMPA Terms, Definiti6ps aff .,.4'Acronyms x 

F17-1 Annual Performance Measures x 

F4-1 Threat Evaluation Form x 

F8-1 Baseline Assessment Plan Revisions Log x 

IIPP.01 IIPP-Table of Contents x 

IIPP.02 11PP-Introduction x 

IIPP.1 Injury and Illness Prevention Program x 

IIPP.10 IIPP-Safety Meetings x 

IIPP.11 IIPP-Best Safety Practices x 

IIPP.2 IIPP-Supervisor Responsibilities 

IIPP.3 

IIPPA 

IIPP-Records 

IIPP-Employee Responsibilities 

x 

x 

IIPP.5 11PP-Communications x 

IIPP.6 I I PP-Corrective Actions x 

IIPP.7 IIPP-Appendices x 
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Policy 

IIPP.8 

Title 

IIPP-Local Safety Plans 

4 	5 	6 	7 

x 

ON Occupational Health and Safety x x 

OD8 The Gas Emergency Response Plan x 

PA-1 Public Awareness Plan x x 

QUALPROG Quality Program Manual for Owner-User Inspection of Air Tanks x 

TIMP.0 Table of Contents x 

TIMPA Introduction 	 s x 

TIMPAD Remediation x 

TIMP.11 Minimizing Environmental and Safety Risks  x 

TIMP.12 Preventive and Mitigative Measures x 

TIMP.13 Continual Evaluation x 

TIMP.14 Management of Change 	 ✓ x 

TIMP.15 Quality Assurance Plan x 

TIMP.16 Record Keeping 	 8 X 

TIMP.17 Performance Plan x x 

TIMP.19 Communications PI x 

TIMP.20 Regulatory Interastiim x 

TIMP.3 HCA Identification
.
-(̀
*,,

x 

TIMP.4 Data Gathering and Integration x 

TIMP.5 Threat and Risk Assessment x 

TIMP.8 Baseline Assessment Plan x 

TIMP.9 Integrity Assessments x 

TIMP.A Terms, Definitions and Acronyms x 

Copyright 02012, 2014-2015 Southern California Gas Company. All rights reserved. 	 Page 73 of 74 

AC—BLD-0009918 

SoCalGas-144.0127 



seuthem 
California 
Gas Company 	 NATURAL GAS SYSTEM 

Aa~SempraEnergy uoity 	OPERATOR SAFETY PLAN 

APPENDIX — SAFETY POLICY DOCUMENTS 	 SoCALGAs: APPENDIX.A 

NOTE: Do not alter or add anv content from this page down, the following content is automatically generated. 

Brief: The list of documents in the Appendix was updated to remove documents that have been merged or canceled 
and to add any new documents that have been created and should be included as references in the relevant Safety 
Plan chapter. 

Document Profile Summary 
Repsonsible Person: Perry, Laurie 

Puhlisbed (hi: 10/02/2015 

Last Fill Review Completed On: 
Writer: Perry, Laurie 
Document Status: Active 

Document Type: MANUALS 

Category (Prior FCD system only): 
If Merged, Merged To Document Number:  
Utilitv: SoCalGas  

Department: Staff & Tee 	al Services 
Number of Common Document (if applicable):  
Contains OPQUAL Covered Task: No 
Part of SoCalGas O&M Plan: No ,.• 

Part of SDG&E O&M Plan: N4Ys' 
Last O&M Review date:  
O&M 49 CFR Codes & Impacted Sections of Document: 
Part of Non-O&M Parts 191-193 Plan 	 ` o 

Non-O&M 49 CFR Codes & Impacted Sections of Document.:::  
Part of Distribution IMP DIMP No 
Part of Transmission IMP (TIMP) V  No 

Impacts G0112E No 

G0112E Codes & Impacted Sections of Docume>[ 
Impacts G058A  No 

G058A Codes & Impacted Sections of Doctiinei 
Impacts G058B 	 , C" No 

G058B Codes & Impacted Sections of"Do¢iirue 
Indices/Binders in Which Document if Filed::: OSP 
NOP Learning Module (LM) Training Code: 

Copyright 02012, 2014-2015 Southern California Gas Company. All rights reserved. 	 Page 74 of 74 

AC_BLD_0009919 

SoCalGas-144.0128 


